
 

Detailed Model Description 
 
This section describes the variables, constraints, and other attributes in the linear program 
formulation of WinDS. It outlines, in order: 

1. Subscripts (variables and constraints) 
2. Major decision variables 
3. The objective function 
4. Constraints 
5. Wind intermittency parameters 
6. Retirement of capacity 
7. Financial parameters 
 

1. Subscripts 
 
We list the major subscripts below: 
 
Regional 

Wind supply and demand regions are denoted by i or j. They are referred to both as wind 
supply and wind demand, because we track both where the wind power is generated and to 
where it is transmitted. This allows us to ensure adequate transmission capacity is available to 
exit the supply region and to enter the demand region. It also allows us to ensure that the wind 
generation consumed in a power control area (PCA) is distributed throughout the PCA and not 
just at the closest point to the wind supply region. There are 358 wind supply/demand regions. 
 
 PCAs are denoted by p and n. There are 136 PCAs, each of which contains one or more 
wind supply/demand regions. 
 
 NERC regions/subregions are denoted by r. There are 13 NERC regions/subregions, each 
of which contains several PCAs. 
 
 Interconnection areas are denoted by in. There are three interconnect regions, each of 
which contains one or more NERC regions. 
 
Time 
 Time slices are denoted by m. There are 16 time slices during each year, with four 
seasons and four daily time slices in each season. (We use the word “slice” to distinguish from 
the 2-year “periods” for which the LP is run between 2000 and 2050.) 
 
 Seasons are denoted by s. There are four seasons.   
 
Technology/Resource 
 
Wind resource classes: Wind classes are denoted by c. There are five wind classes (3-7). 
 
Conventional generator types are denoted by q. There are 14 different types of conventional 
generators 



 

2. Major decision variables 
  
The major decision variables include new wind capacity, wind storage, conventional capacity, 
and dispatch of conventional capacity.  
 
Note: Variables that denote capacity are expressed in megawatts and begin with capital letters. 
Variables that denote energy are expressed in megawatthours and begin with lower-case letters. 
 
Wind 
 
There are three types of wind capacity in WinDS—onshore, shallow offshore, and deep offshore.  
They are distinguished by different costs (capital and operating) and performance (capacity 
factors). Within each of these types, there are additional categories—based on whether the wind 
generation is transmitted on existing1 (in 2000) transmission lines or new transmission lines built 
specifically for the wind generation. Wind generation transmitted on new dedicated transmission 
lines is further disaggregated into that used within the same region as the wind site, and that 
transmitted from one wind supply/demand region to another.   
 
Onshore wind 
 WturNi,wscp    New2 onshore wind turbine capacity (MW), able to 

be connected to existing transmission lines from region i at a cost associated with step 
wscp of the transmission supply curve. This variable does not have a subscript that 
denotes the class of wind, because the next class of wind to be used from region i is 
selected before the LP is run for the current period; i.e. in WinDS, only one class of 
onshore wind on existing lines is allowed to be built in any specific region in any one 2-
year period. This is done to reduce the number of variables in the LP.   

 
 WturTNi    New onshore wind turbine capacity (MW) that can 

be transmitted only on new transmission lines dedicated to wind transmission from region 
i to another region. This variable does not have a subscript that denotes the class of wind, 
because the next class of onshore wind on new lines to be used from region i is selected 
before the LP is run for the current period. This variable does not have a wscp subscript, 
because there is no supply curve associated with building dedicated transmission all the 
way to the destination region (as opposed to building to a connecting point with the 
existing grid). The new transmission for this new wind capacity is assumed to be built 
from the center of region i to the center of a different destination region. 

 
 Wtur_inregionc,i   New onshore wind turbine capacity (MW) whose 

transmitted electricity will move on new transmission lines dedicated to wind from a 
class c wind site within region i to a load center also within region i, i.e. the new 
transmission line is built directly to a distribution system within region i, not to the 
electric transmission grid. 

 

                                                 
1 For the purposes of this document, the word “existing” means in existence at the start of the modeled time, i.e. in 
existence in the year 2000. 
2 New capacity means capacity built in this period, i.e. in this period’s optimization run of the linear program. 



 

 WNi,j     New onshore wind turbine capacity (MW) in region 
i that is transmitted to region j by connecting to the existing transmission grid. This 
variable allows WinDS to track the source of all wind coming into a region j so that 
dispersion of wind supplies can be accounted for in calculating the variance in the wind 
output. This variable differs (has a value less than or equal to) from WturNi,wscp, in that 
some of the capacity represented by WturNi,wscp  may be used to supply energy to storage 
(e.g., electrolyzers/hydrogen storage) and is not transmitted directly to the grid. 

 
 WTNi,j     New onshore wind turbine capacity (MW) in region 

i that is transmitted to region j by a new transmission line built for and dedicated to wind 
transmission. This variable differs (has a value less than or equal to) from WturTNi, in 
that some of the capacity represented by WturTNi may be used to supply energy to 
storage (e.g., electrolyzers/hydrogen storage) and is not transmitted directly to the 
destination region. 

 
 WNSCi,wscp    New onshore wind turbine capacity (MW) to be 

connected to the grid in region i from step wscp of the supply curve, which provides the 
cost of building transmission from region i to the grid. There is no wind class subscript, 
because only one class is permitted from each region in each period. By separating this 
variable from WNi,j (i.e., not having a variable WNc,i,j with three subscripts), the total 
number of variables is reduced. 

 
 WELEC_inregionc,escp,i  New onshore wind turbine capacity (MW) from a 

class c wind site on step escp of the supply curve within region i that is transmitted on 
new transmission lines to a load center also within region i. This is also the transmission 
line capacity built from the wind site to the load center within the same region i. This 
variable differs (has a value less than or equal to) from Wtur_inregionc,i, in that some of 
the capacity represented by Wtur_inregionc,i may be used to supply energy to storage 
(e.g., electrolyzers/hydrogen storage) and is not transmitted directly to the grid.  

 
 wind_2_electrolysisc,i,s    Class c wind generation (MWh) from new wind 

turbines that connect to the grid (not directly to load distribution systems) supplied to the 
new conversion to storage (e.g., electrolyzers/hydrogen storage) in season s in region i.  

 
grid_2_welectrolysisi,m  Grid-supplied electricity (MWh) to new wind 
storage (e.g., electrolyzers/hydrogen storage) at grid-connected wind farms in region i in 
time slice m. 

 
 wind_2_electrolysis_inregionc,i,s Wind-generated electricity (MWh) from class c new 

turbines in region i in season s that goes to storage (e.g., electrolyzers/hydrogen storage) 
at a wind site that is not connected to the grid, but is connected by new lines directly to 
the distribution system at a load center.  

  
 grid_2_welectrolysis_inregioni,m Grid-supplied electricity (MWh) to new wind 

storage (e.g., electrolyzers/hydrogen storage) at “inregion” wind farms in region i in time 
slice m. 



 

 
 WCtg     New onshore national wind turbine capacity (MW) 

in bin g; used for estimating the increase in wind turbine price with rapid world growth 
 
 WCtinstginst,i    New onshore wind turbine capacity (MW) from bin 

ginst in region i; used for estimating the increase in installation costs with rapid regional 
growth 

 
 
Shallow offshore wind 
The shallow offshore wind variables are similar to the onshore variables, with the exception that 
on-site storage (e.g., electrolyzers/hydrogen storage) is not allowed. 
 
 WturNofs i,wscpofs   New shallow offshore wind turbine capacity (MW), 

able to be connected to existing transmission lines from region i at a cost associated with 
step wscpofs of the transmission supply curve. This variable does not have a subscript 
that denotes the class of wind, because the next class of shallow offshore wind to be used 
from region i is selected before the LP is run for the current period, i.e. in WinDS only 
one class of shallow offshore wind on existing lines is allowed to be built in any specific 
region in any one 2-year period. This is done to reduce the number of variables in the LP.   

 
 WturTNofsi    New shallow offshore wind turbine capacity (MW) 

that can only be transmitted on new transmission lines dedicated to wind transmission 
from region i to another region. This variable does not have a subscript that denotes the 
class of wind, because the next class of shallow offshore wind on new lines to be used 
from region i is selected before the LP is run for the current period. This variable does not 
have a “wsc” subscript, because there is no supply curve associated with building 
dedicated transmission all the way to the receiving region (as opposed to building to the 
nearest grid connection). The new transmission is assumed to be built from the center of 
region i to the center of a different destination region. 

 
 Wtur_inregionofsc,i   New shallow offshore wind turbine capacity (MW) 

whose transmitted electricity will move on new transmission lines dedicated to wind from 
a class c wind site within region i to a load center also within region i, i.e., the new 
transmission line is built directly to a distribution system within region i, not to the 
electric transmission grid. 

 
 WNofsi,j    New shallow offshore wind turbine capacity (MW) 

in region i that is transmitted to region j by connecting to the existing transmission grid.  
This variable allows WinDS to track the source of all wind coming into a region j, so that 
dispersion of wind supplies can be accounted for in calculating the variance in the wind 
output.  

 
 WTNofsi,j    New shallow offshore wind turbine capacity (MW) 

in region i that is transmitted to region j by a new transmission line built for and 
dedicated to wind transmission. 



 

 
 WELEC_inregionofsc,escp,i  New shallow offshore wind turbine capacity (MW) 

from class c wind site from supply step escp within region i that is transmitted on new 
transmission lines to a load center also within region i. This is also the transmission line 
capacity built from the wind site to the load center within the same region i.  

 
 

WNSCofsi,wscpofs   New shallow offshore wind turbine capacity (MW) 
connected to the grid in region i from step wscpofs of the supply curve, which provides 
the cost of building transmission from region i to the grid. There is no wind class 
subscript, because only one class is permitted from each region in each period. By 
separating this variable from WNofsi,j i.e. not having a variable WNofsc,i,j with three 
subscripts, the total number of variables is reduced. 

 
 
Deep offshore wind 
The deep offshore wind variables are similar to the onshore variables with the exception that on-
site storage (e.g., electrolyzers/hydrogen storage) is not allowed. 
 
 
 WturNofdi,wscpofd   New deep offshore wind turbine capacity (MW), 

able to be connected to existing transmission lines from region i at a cost associated with 
step wscpofd of the transmission supply curve. This variable does not have a subscript 
that denotes the class of wind, because the next class of deep offshore wind to be used 
from region i is selected before the LP is run for the current period, i.e. in WinDS, only 
one class of deep offshore wind on existing lines is allowed to be built in a region in any 
one 2-year period. This is done to reduce the number of variables in the LP.   

 
 WturTNofdi    New deep offshore wind turbine capacity (MW) 

that can only be transmitted on new transmission lines dedicated to wind transmission 
from region i to another region. This variable does not have a subscript that denotes the 
class of wind, because the next class of deep offshore wind on new lines to be used from 
region i is selected before the LP is run for the current period. This variable does not have 
a wscp subscript, because there is no supply curve associated with building dedicated 
transmission all the way to the receiving region (as opposed to building to the nearest 
grid connection).  The new transmission is assumed to be built from the center of region i 
to the center of a different destination region. 

 
 Wtur_inregionofdc,i   New deep offshore wind turbine capacity (MW) 

whose transmitted electricity will move on new transmission lines dedicated to wind from 
a class c wind site within region i to a load center also within region i, i.e., the new 
transmission line is built directly to a distribution system within region i, not to the 
electric transmission grid. 

 
 WNofdi,j    New deep offshore wind turbine capacity (MW) in 

region i that is transmitted to region j by connecting to the existing transmission grid.  



 

This variable allows WinDS to track the source of all wind coming into a region j, so that 
dispersion of wind supplies can be accounted for in calculating the variance in the wind 
output. 

 
 WTNofdi,j    New deep offshore wind turbine capacity (MW) in 

region i that is transmitted to region j by a new transmission line built for and dedicated 
to wind transmission. 

 
 WELEC_inregionofdc,escp,i  New deep offshore wind turbine capacity (MW) for 

a class c wind site from supply step escp within region i that is transmitted on new 
transmission lines to a load center also within region i. This is also the transmission line 
capacity built from the wind site to the load center within the same region i.  

 
WNSCofdi,wscpofd   New deep offshore wind turbine capacity (MW) to 
be connected to the grid in region i from step wscpofd of the supply curve, which 
provides the cost of building transmission from region i to the grid. There is no wind 
class subscript, because only one class is permitted from each region in each period. By 
separating this variable from WNofdi,j i.e., not having a variable WNofdc,i,j with three 
subscripts, the total number of variables is reduced. 

 
 
Wind storage 
 ELEi     New capacity (MW) at the onshore wind site in 

region i for converting the wind-generated electricity to the storage medium. For 
hydrogen, ELE represents the electrolyzer capacity.3 

 
 H2storagecapacityi   New storage (hydrogen) capacity in region i. 
 
 fcellcapacityi    New generation capacity (MW) fueled by the 

storage medium generated from onshore wind in region i. For hydrogen, this is the fuel 
cell capacity. 

 
 fcelli,r,s     Electricity (MWh) generated from new wind 

storage (e.g., electrolyzers/hydrogen storage) in wind supply region i for use in NERC 
region r during season s. Because it is assumed that the stored energy is converted to 
electricity only during the peak electric time slice of each season, it is not necessary to 
keep track of the specific time slice during which the stored energy is used to produce 
electricity, but only the season. The destination of the stored energy is tracked only to the 
NERC region destination to reduce the number of decision variables.   

 
 fcell_inregionc,i,s   Electricity (MWh) generated from new wind 

storage (e.g., electrolyzers/hydrogen storage) filled by class c wind resources in wind 

                                                 
3 All the variable names associated with wind storage are based on hydrogen. For example, ELE stands for 
electrolyzer. However, they can also represent the conversion necessary for other forms of storage.  For example, in 
a compressed-air energy system, ELE would be the compressor needed to convert the wind-generated electricity to 
compressed air.  



 

supply region i for use in the same wind demand region i during season s. The class 
subscript c ensures that an energy balance can be maintained by wind class between the 
amount of wind energy coming into storage from each wind class and the amount going 
out of storage. Because wind storage is assumed to be used to generate electricity only 
during peak electric-load time slices, the seasonal subscript s completely defines the time 
slice in which the generation occurs.   

  
 fcelldestn,s    Electricity (MWh) generated from new wind 

storage (e.g., electrolyzers/hydrogen storage) consumed in PCA n in season s. Inasmuch 
as wind storage is assumed to be used to generate electricity only during peak electric-
load time slices, the seasonal subscript s completely defines the time slice in which the 
generation occurs. This variable could have been subscripted i,n,s and replaced the 
variable fcelli,r,s, but that would have added more than 175,000 more variables 
(4*358*[136-13]) (see the constraint “FUEL_CELL_BALANCE” in the equations that 
follow this section) 

 
 HEGBINhebp    New national capacity (MW) for conversion from 

wind generation to stored energy (i.e. electrolyzer capacity) in growth bin hebp; used for 
estimating the increase in price with rapid growth. 

 
 HFCGBINhfcbp   New national capacity (MW) for conversion from 

stored energy to electricity in growth bin hfcbp (i.e. fuel cell capacity); used for 
estimating the increase in price with rapid growth 

 
 
Hydrogen fuel 
 hfsi      Hydrogen fuel (kg) produced in region i from new 

onshore wind installations that are connected to the grid. 
 
 hfdj     Hydrogen fuel (kg) consumed in region j and 

produced by new wind installations connected to the grid.  
 
 hfi,j     Hydrogen fuel (kg) shipped from new onshore wind 

installations in region i that are connected to the grid to region j.  
 
 hf_inregionc,hscp,i   Hydrogen fuel (kg) produced from class c wind in 

region i from step hscp for the supply curve that provides the cost of hydrogen shipment 
from wind in the region to city load centers within the same region i. 

 
 HF_DISELEC_CAPj  New distributed storage (e.g., 

electrolyzers/hydrogen storage) capacity (kg/year) powered by the grid and located at 
load center j (as opposed to ELEj, which is powered by wind and the grid and located at a 
wind site). 

 



 

 hfdiselecj    Hydrogen fuel (kg) produced by both new and old 
distributed electrolyzers in region j for use as a transportation fuel. Does not include 
hydrogen stored for use in a distributed fuel cell. 

 
 hfdiselec_2_fcellj,m   Hydrogen fuel (kg) produced by both new and old 

distributed storage (e.g., electrolyzers/hydrogen storage) in region j for storage for later 
use in a generator (e.g., fuel cell) in time slice m.  

 
 HF_STEAMREF_CAPj  New steam methane reformer capacity (kg/year) in 

region j. 
 
 hfsteamrefj    Hydrogen fuel (kg) produced by both new and old 

steam methane reformers in region j. 
 
 DISFCELL_CAPn   New distributed fuel cell capacity (MW) within 

PCA n using hydrogen from the distributed electrolyzers HF_DISELEC_CAPj and steam 
methane reformers HF_STEAMREF_CAPj that are in demand regions j within PCA n.  
These distributed fuel cells are accounted for at the PCA level (n) rather than the wind 
supply/demand region level (j) to reduce the number of variables. 

 
 
Conventional generation 
 CONVCAPn,q    Total conventional capacity (MW) in PCA n4 of 

type q. 
 
 CONVGENm,n,q   Total conventional capacity (MW) from plants of 

type q operating in time slice m in PCA n. 
 
 CONVPGENm,n,q   Total conventional capacity (MW) from plants in 

PCA n of type q that is in excess of the conventional generation that operates in nonpeak 
time slices (CONVPGENm,n,q. will be zero for off-peak time slices). This variable allows 
additional costs to be incorporated for the use of base and intermediate load technologies 
that are operated at higher levels during peak time slices than in other time slices. These 
additional costs reflect the fact that for a coal plant to generate more power on peak, it 
will have to buy fuel to ramp up before the peak time slice and down after the slice 
(WinDS also includes a constraint that ensures that any base generator incurs the costs 

                                                 
4 Note that, for conventional capacity, the decision variable is not the new capacity, but the total capacity. This was 
done to simplify bookkeeping and to eliminate the need for vintaging of capacity built after 2000. To ensure that 
conventional capacity from previous periods (minus retirements) is built, a lower bound is specified for each of 
these variables. The objective function value from the LP is inaccurate, in that the cost of the conventional 
generators is incurred each period, but this does not affect the amount of conventional capacity installed, because 
anything built beyond the lower bound must pay the marginal cost of new capacity. It does affect the amount of 
conventional fuel purchased, in that the old capacity is assumed to have the same heat rate as the new capacity. On 
the other hand, it does ensure that the marginal cost of new capacity accurately reflects the heat rate of the newest 
units. For coal-fired generators, vintage is tracked through the existence of four types of coal plants, pre-2000 plants 
with scrubbers, pre-2000 plants without scrubbers, post-2000 pulverized coal plants, and post-2000 integrated 
gasification combined cycle plants.  



 

associated with CONVPGENm,n,q by preventing CONVGENm,n,q from being larger in 
peak time slices than in the average of the two shoulder time slices surrounding the peak). 

 
 coalowsuln,q    Total conventional generation (MWh) from coal 

plants in PCA n of type q using low-sulfur coal. 
 
 QSq,n     Total capacity (MW) in PCA n of type q that has 

been modified to provide quick-start capability.   
 
 SRm,n,q     Total spinning reserve capacity (MW) available in 

time slice m in PCA n by generator type q. 
 
 
Dispatchable load 
 ILn     Interruptible load (MW) in PCA n 
 
 ILtilg,n     Interruptible load (MW) from supply curve step ilg 

used in PCA n. 
 
 
Transmission 
 CONVTm,n,p    Total conventional capacity (MW) transmitted in 

time slice m from PCA n to PCA p. 
 
 WTn,p     Total wind capacity (MW) transmitted from PCA n 

to PCA p.5   
 
 TPCANn,p    New transmission line capacity (MW) built to carry 

new generation between PCA n and PCA p. 
 
 CONTRACTCAPn,p   Total firm capacity (MW) contracted to be supplied 

to PCA n by PCA p.  
 
 TPCA_Cttpca_g    New transmission capacity (MW) in growth bin 

tpca_g; used for estimating the increase in new transmission line price with rapid growth. 
 

                                                 
5 Without this variable, WinDS will ship power from wind supply region i to the closest wind demand region j; and, 
from there, continue to ship it as conventional power to other PCAs where generation is needed. The problem with 
this is that if new lines are required for this extended wind transmission to a different PCA, the wind will not have to 
pay for a dedicated transmission line, i.e. the transmission line cost will be spread over more hours than only those 
during which the wind blows. 



 

3. Objective function   
 
The objective function of the linear program of WinDS is to minimize the following costs: 

Capital costs of new wind plants  
+ Operating costs of all wind generation (including forecast/bidding penalties) 
+ Cost of transmission of wind (old and new lines) 
+ Cost of storing wind power 
+ Capital cost of new conventional plants  
+ Fuel and operating costs of conventional generation 

 + Cost of spinning reserve  
 + Cost of interruptible loads  
 
In equation form with explanatory notes in [brackets]: 
 
 

)**(*
]________[

)**(*
]________[

)_**(*
]_______[

)**(*)(
]cos_&__cos____[

)**(*)(
]cos_&__cos____[

)_**(*))*cos1((
]cos_&__cos___[

,,,,
,

,
,,,,

,,
,

,,,,

,,,
,

,,,
,

,
,,,,,

∑∑

∑ ∑

∑∑ ∑

∑∑

∑∑

∑ ∑

++

++

+++

+++

+++

++++

j
icjiicji

ci

ci j
icjiicji

escp
iescpc

ci j
icjiicji

iciic
wscpofd

wscpofdic
ic

c

iciic
wscpofs

wscpofsic
ic

c

ic
iciciic

wscp
wscpicicc

classTofdWNofdclassofdWNofdctCgridconne
gridthetowindshallowoffshoreconnecttoCost

classTofsWNofsclassofsWNofsctCgridconne
gridthetowindshallowoffshoreconnecttoCost

inregionWelecclassTWTNclassWNctCgridconne
gridthetowindonshoreconnecttoCost

classTofdWturTNofdclassofdWturNofdCWOMcofdCWcofd
tsMOandtscapitaldeepoffshoreWind

classTofsWturTNofsclassofsWturNofsCWOMcofsCWcofs
tsMOandtscapitalshallowoffshoreWind

inregionWturclassTWturTNclassWturNCWOMcslopetfactorcslopeWCW
tsMOandtscapitalonshoreWind

 

 
 



 

∑

∑

∑

∑

∑

∑

∑

∑

∑

∑

∑

+

+

+

−
+

+

+

++

+

+

+

++

++++

−+

+++

∈

ginst
ginstginst

g
gg

states
statesstates

Edcjc
jescpofdc

jescpofdcjescpofdc

Edcjc
jescpofsc

jescpofscjescpofsc

Edc

jcjc
jescpc

jescpcjescpc

wscpic
Edcwscpicicwscpi

wscpic
Edcwscpicicwscpi

wscpic
Edcwscpicicwscpi

jic
icjiicjiicji

jijcicjcic

inicEdcicji

cicji
jic

cicjijiji

WCtinstCGinst
tcapitaloninstallatiwindonmultipliergrowthoninstallatiwind

WCtCG
tcapitalwindonmultipliergrowthwind

ShortfallRPSSTRPSSCostST
tsrequiremenRPSlevelstatemeettofailinginshortfallofCost

ShortfallRPSRPSSCost
tsrequiremenRPSnationalmeettofailinginshortfallofCost

PVACFofdcpopdisofdinregionMWdinregionofWelec
windoffshoredeeptheas

regionsametheincentersloadtolinesontransmissinewbuildingofCost

PVACFofscpopdisofsinregionMWsinregionofWelec
windoffshoreshallowtheas

regionsametheincentersloadtolinesontransmissinewbuildingofCost

PVACF

cpoptfactorcslopeTcslopedisinregionMWinregionWelec
windtheas

regionsametheincentersloadtolinesontransmissinewbuildingofCost

PVACFcofdGPTSofdWRclassofdWNSCofd
periodanalysisthethroughout

gridthetositewindoffshoredeepthefromlinesontransmissinewofCost

PVACFcofsGPTSofsWRclassofsWNSCofs
periodanalysisthethroughout

gridthetositewindoffshoreshallowthefromlinesontransmissinewofCost

PVACFGPTSWRclassWNSC
periodanalysisthethroughout

gridthetositewindthefromlinesontransmissinewofCost

classTofdWTNofdclassTofsWTNofsclassTWTN

discpopcpoptfactorcslopeTcslopecslopeTNWCost
windtodedicatedlinesontransmissinewofCost

arIWSurplusMPVACFcofdclassofdWNofd

CFcofsclassofsWNofsCFclassWNPostStampTPOSTSTWCOSdisTOWCost
periodanalysisthroughoutlinesontransmissiexistingontontransmissiWind

r

r

r

r

r

r

r

*
]cos________[

*
]cos______[

)__*_(
]_________[

_*
]_________[

*8760***__*_
]____

_____________[

*8760***__*_
]____

_____________[

*8760**

*)cos*1(*__*_
]__

_____________[[

*8760**)2**(
]___

______________[

*8760**)2**(
]___

______________[

*8760**)2**(
]___

____________[

)***(*

),50max(*2/)(*)cos*2/)(1(*
]_______[

)1(**8760*)**

****(*)**(
]_______cos__

,,
,,

,,,,

,,
,,

,,,,

,

,,
,,

,,,,

,,
,,,,,

,,
,,,,,

,,
,,,,,

,,
,,,,,,

,,,,,

,,,,

,,
,,

,,,,



 

∑

∑

∑

∑

∑∑

∑

∑

∑

∑

∑

++

+

+

++

++

+

+

+

++

+++

qnm
qqpeaknqnmmqcarbon

gtpca
gtpcagtpca

pn
pnpn

Edpn
pnm

pnpnmm

ni
nii

n
n

qn
qn

qnm
mqnmqn

neEdcoal
n

coaln

qn
qqnmpeakqnmqn

qnq
qn

q

cheatrateconvpconvgenHCONVpolmctaxdiscsucarbtax
ttaxCarbon

CtTPCACGTPCA
growthrapidtoduealdifferentitvsice

disTNCostTPCAN
linesontransmissinewoftcapitalontransmissiGrid

PVAPostStampTPOSTSTWCOSdisTOCostCONVTH
tiableontransmissiGrid

ILtCILCILAIL
tcapacityloadbleInterrupti

QSCQS
tcapacitystartQuick

HSRCSRV
tfuelandoperatingreserveSpinning

coalowsulPVAcheatratetinccoallowsul
tlincrementacoalsulfurLow

PCOSTFRACCONVPGENCONVGENCCONVV
MOiablegenerationalConvention

CONVCAPCCONVFctCgridconneCCONV
periodanalysisthethroughoutMOfixedandtcapitalgeneratorsalConvention

r

r

,,
,,,,,

_
__

,
,,

,,
,,

,,,

lg,
lg,lg

,
,

,,
,,,

,,,

,
,,,,,

,
,

*)(***max*
]cos__[

_*_
]_____cos__[Pr

**
]____cos___[

*)**(**
]cos_var__[

**
]cos___[

*
]cos___[

**
]cos_____[

*)**cos(
]cos____[

)*(*
]&_var__[

*)(
]____&___cos___[

  
 
 
 
 
 
 
 
 
 
 
 
 
 



 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

  
 
 
 
 
 
 
 
 
 
 
 

Ed
jhscpc

jhscpcjhscpc

fuelcell
sri

sri
sic

sicEdindstorageatwindstorageatw

i
iindstorageatw

fuelcell
sri

sri
sic

sic
ihscpc

ihscpc
i

ierelectrolyz

i
iEderelectrolyzerelectrolyz

r

r

r

PVAtinregionhfinregionhf
regionsamethewithingatecityatofarmwindafromfuelHtransporttoCost

CHEFFfcellinregionfcellPVACfixOMHCAOMH
periodanalysisthethroughouttMOfixedandiablewindatStorage

summerdaystoredhCCH
throughoutsdaysummeroneforsizedstoragesitewindaatstorageoftCapital

CHEFFfcellinregionfcellinregionhfhfsCAOMH
sitewindaatconversionstorageforperiodanalysisthethroughouttVariable

ELEPVACfixOMHCCH
sitewindaatconversionstoragefortoperatingfixedandCapital

,
,,

,,,,

,,
,,

,,
,,,

,,
,,

,,
,,

,,
,,

,

*)cos__*_(
]_____________2___[

/)_(*)*(
]____cos_&___var___[

_2*2
]_'______;______cos_[

)/)_(_(*
]___________cos_[

*)*2(
]_______cos____[

∑

∑∑

∑

∑∑∑∑

∑

+

+++

+

++++

++

)*2(*)/_2_(
]&___cos____[

)(*_2_
]cos_&_var_____[

)*2(*_
]&___cos____[

,
,

,

,
,

,

Editystorageatcitystorageatc
mj

mj

itystorageatcfuelcell
mj

mj

Edfuelcellfuelcell
n

n

r

r

PVACfixOMHCCHsummerdaysfcellhfdiselec
MOfixedandtcapitalcityatStorage

CAOMHCAOMHfcellhfdiselec
tMOiablestorageandcellfueldDistribute

PVACfixOMHCCHCAPDISFCELL
MOfixedandtcapitalcellfueldDistribute

++

++

++

∑

∑

∑

Ed
mi

mimi

ji
jiEdtransporthjitiontransportah

sic sri
srisicfuelcell

i
iEdfuelcellfuelcell

r

r

r

PVAadderelecindinregionsiswelectrolygridsiswelectrolygrid
farmswindaterselectrolyztopliedyelectricitgridforadderCost

hfPVACfixOMHdisCAOMH
windfromHfor

periodanalysisthethroughouttMOfixedandiabletransportfuelH

fcellinregionfcellCAOMH
sitewindtacellFuelofperiodanalysisthethroughouttMOVariable

ityFcellcapacPVACfixOMHCCH
sitewindatcellfueloftoperatingfixedandtCapital

,
,

,,

,
,,2,2

,, ,,
,,,,

,

*__*)__2__2_(
]_____sup_____[

*)**(
]__2_

_____cos_&___var___2[

)_(*
]__________cos_&_[

**2(
]______cos___cos_[

∑

∑

∑ ∑

∑

++

++

++

++



 

 

)/*(*
]__

__cos____cos_&_var___[

__*)*2(
]__

__cos_&___cos____[

,,.

,

ngreformerEdjgasgasccngreformer
j

j

j
jEdngreformerngreformer

CHEFFPVAFpriceCAOMHhfsteamref
periodanalysisthe

throughouttgasnaturalandtMOiablereformermethaneSteam

CAPSTEAMREFHFPVACfixOMHCCH
periodanalysisthe

throughouttMOfixedplustcapitalreformermethaneSteam

r

++

++

∑

∑
 

)*

/__(*)_2_(
]]___

_____cos_&_var__[

)*2(*__
]__

__cos_&___cos___[

,

,
,

,

Edzerdelectrolydistribute

zerdelectrolydistribute
mj

mj
j

j

Edzerdelectrolydistributezerdelectrolydistribute
j

j

r

r

PVACHEFF

adderelecindCAOMHfcellhfdiselechfdiselec
periodanalysisthethroughout

adderyelectricitindustrialandtMOiableerelectrolyzdDistribute

PVACfixOMHCCHCAPDISELECHF
periodanalysisthe

throughouttMOfixedandtcapitalerelectrolyzdDistribute

+++

++

∑∑

∑
 

 
 
  

ngreformerjpol

Ed
i

i
i

i
i

i
ihscpc

ihscpc

CHEFFhfsteamrefemissrefsteammctaxdiscsucarbtax
temissionscarbon

PVAhfsteamrefhfdiselechfdinregionhfPRICEH
producedhydrogenofValue

r

/*__*max*
]cos__[

*)_(*2
]___[

,
,,

,,

∑

∑∑∑∑

+

+++−
 

 
 
 

 
 
 
 
 

∑

∑

∑

+

+

+

hfcbp

hfcbphfcbp

hsmrbp
hsmrbphsmrbp

hebp
hebphebp

HFCGBINCGFC
tcapitalcellfuelonmultipliergrowthcellFuel

HSMRGBINCGSMR
tcapitalSMRonmultipliergrowthreformermethaneSteam

HEGBINyzerCGelectrol
tcapitalerelectrolyzonmultipliergrowtherElectrolyz

*
]cos________[

*
]cos________[

*
]cos______[



 

Where: 
E is the evaluation period (years) over which all investments are considered 
CWc is the capital cost of class c wind ($/MW) (see equation in Financial Parameters 

section) 
cslopec,i is the average slope of the terrain at class c sites in region i 
cslopeWcostfactor is the fractional increase in wind capital cost per degree of 

topographical slope 
cslopeTcostfactor is the fractional increase in new transmission line capital cost per 

degree of topographical slope 
CWOMc is the present value over the evaluation period (E) of the operating costs 

(variable and fixed) for a class c wind machine ($/MWh for E years) (see equation 
in Financial Parameters section) 

CWOMcofsc is the present value of E years of fixed and variable operating costs for 
class c shallow offshore wind including production tax credits 

CWOMcofdc is the present value of E years of fixed and variable operating costs for 
class c deep offshore wind including production tax credits 

classc,i is the binary parameter that indicates whether class c onshore wind in region i that 
uses existing (at the start of the analysis time frame) transmission is the best 
onshore wind to consider in this time period 

classTc,i is the binary parameter that indicates whether class c onshore wind in region i 
that uses new (installed in this time period) transmission is the best onshore wind 
to consider in this time period 

classofdc,i is the binary parameter that indicates whether class c deep offshore wind in 
region i that uses existing (at the start of the analysis time frame) transmission is 
the best deep offshore wind to consider in this time period 

classofsc,i is the binary parameter that indicates whether class c shallow offshore wind in 
region i that uses existing (at the start of the analysis time frame) transmission is 
the best shallow offshore wind to consider in this time period 

classTofdc,i is the binary parameter that indicates whether class c deep offshore wind in 
region i that uses new (installed in this time period) transmission is the best deep 
offshore wind to consider in this time period 

classTofsc,i is the binary parameter that indicates whether class c shallow offshore wind 
in region i that uses new (installed in this time period) transmission is the best 
deep offshore wind to consider in this time period 

Cgridconnect is the cost of the substation and other expenses related to connecting to the 
grid, not including any transmission line builds ($/MW) 

TOCost is the cost for wind to use existing transmission lines ($/MWh-mile) 
TNCost is the cost of new transmission lines ($/MW-mile) 
TNWCost is the cost to build a new transmission line ($/MW-mile) 
TOWCost is the cost of wind transmission on existing lines ($/MWh-mile) 
WR2GPTSofdc,i,wscpofd is the cost ($/MW) of building transmission interconnect to the 

grid for class c deep offshore wind resource in region i in supply curve step 
wscpofd 

WR2GPTSofsc,i,wscpofs is the cost ($/MW) of building transmission interconnect to the 
grid for class c shallow offshore wind resource in region i in supply curve step 
wscpofs. 



 

disi,j is the distance between wind supply region i and demand region j (miles) 
POSTSTWCOST is the cost to transmit into or across a PCA on existing transmission 

lines ($/MW-PCA) 
PostStampi,j  is the number of PCAs that must be crossed to transmit from wind supply 

region i to demand region j 
CFc is the capacity factor for new onshore wind at a class c site 
CFcofdc is the annual capacity factor of new deep offshore wind systems of class c in the 

time period being run 
CFcofsc is the annual capacity factor of new shallow offshore wind systems of class c in 

the time period being run 
MW_inregion_disc,escp,j is the levelized cost from the escp step of the supply curve for 

the cost of building a transmission line within region i from a class c onshore 
wind site to a load center  

MW_inregion_disofdc,escpofd,j is the levelized cost from the escpofd step of the supply 
curve for the cost of building a transmission line within region i from a class c 
deep offshore wind site to a load center  

MW_inregion_disofsc,escpofs,j is the levelized cost from the escp step of the supply curve 
for the cost of building a transmission line within region i from a class c shallow 
offshore wind site to a load center  

RPSSCost is the penalty imposed on utilities for not meeting the national RPS 
requirement 

RPS_Shortfall is the variable for the additional amount of wind generation needed to 
meet the national RPS requirement beyond that supplied 

ST_RPSSCoststates is the penalty imposed on utilities for not meeting the RPS 
requirement in “states” 

ST_RPS_Shortfallstates is the variable for the additional amount of wind generation 
needed to meet the RPS requirement beyond that supplied in “states” 

IWSurplusc,i,in is the fraction of wind from a class c site in region i that is supplied to 
interconnect in that cannot be used because there is excess generation (see Wind 
Intermittency Parameters section) 

cpopc,i is a multiplier on the capital cost of transmission lines for wind to account for 
increased siting/land costs in highly populated areas. The value varies between 1 
and 2 as a linear function of population density in the vicinity of class c wind sites 
in region i. 

WR2GPTSc,i,wscp is the cost to build transmission from the class c wind site in region i to 
the closest available grid transmission capacity ($/MW) (see Appendix D, GIS 
Calculations.) 

CCH2technology name is the capital cost of the storage (hydrogen) technology ($/MW or 
$/unit stored energy) 

CAOMHtechnology name is the present value over the evaluation period of the variable 
operating cost (including any production tax credit) of the storage (hydrogen) 
technology ($/MWh or $/unit stored energy) 

CfixOMHtechnology name is the fixed operating cost of the storage (hydrogen) technology 
($/MW-yr or $/unit stored energy) 

CHEFFtechnology name is the efficiency of the storage (hydrogen) technology (units 
out/units in) 



 

hf_inregion_costc,hscp,j is the cost associated with step hscp for the shipment of hydrogen 
from a class c wind site within region i to a city within the region  

ind_elec_adder is the additional cost beyond the wholesale cost for delivering grid 
electricity to distributed electrolyzers and electrolyzers at the wind site 

h2stored_summerdayi is storage (e.g., hydrogen storage) capacity required to meet the 
on-peak operation of the fuel cells at wind sites in region i 

H2PRICE is the price that hydrogen will receive in the marketplace in this time period 
H2energy is the annual production of energy for storage (e.g., hydrogen storage)   
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H2energy_summerday is the energy produced for storage (e.g., hydrogen storage) 
during a summer day  
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where numhoursummer is the number of hours in June – August 
summerdays is the number of days in the summer (= numhoursummer/24) 
carbtaxmax is the ultimate carbon tax level once the tax has been fully phased in ($/ton 

carbon) 
 ctaxdiscsum is the multiplier to convert annual cost of carbon to present value cost over 

the evaluation period 
CGelectrolyzerhebp is the difference between the price and cost of the technology for 
converting power to stored energy in growth bin hebp ($/MW) 
CGfuelcellhfcbp is the difference between the price and cost of the technology for 

converting stored energy to power in growth bin hfcbp ($/MW) 
TPCA_CGtpca_g is the difference between the price and cost of transmission in 

transmission growth bin tpca_g ($/MW-mile) (see the Financial Parameters 
section) 

CGg is the increase in turbine price over cost in growth bin g due to rapid growth in wind 
deployment ($/MW) (see the Financial Parameters section) 
CGinstginst is the increase in wind installation price over cost in growth bin ginst, due to 
rapid growth in wind deployment ($/MW) (see the Financial Parameters section)  
Hm is the number of hours in a year in time slice m 
CCONVq is the present value of the revenue required to pay for the capital cost of one 

MWof capacity of generating technology q ($/MW) including interest during 
construction, finance and taxes (see the Financial Parameters section) 

CCONVFq is the present value over the evaluation period of the fixed operating costs for 
conventional technology q ($/MW-yr) (see the Financial Parameters section) 

CCONVVn,q is the present value over the evaluation period of the variable operating and 
fuel costs for conventional technology q in PCA n ($/MWh) (see the Financial 
Parameters section) 

PCOSTFRACq is the multiplier on the operating costs of technology q for use as a 
peaker (i.e. when the generation in the diurnal peak period exceeds the average 
generation in the diurnal shoulder periods)  

coallowsulincostr additional cost of low-sulfur coal (relative to high-sulfur coal) ($/Mbtu) 
Ecostescaln,q  is the annual real price escalation of fuel used in PCA n by technology q 



 

cur_year is the calendar year of the last year of the current 2-year period 
cheatrateq is the heat rate for technology q (MBTU/MWh) 
PVAname,d,E,n  is the present value factor for fuel for technology q in PCA n escalating 

over time (see derivation in the Financial Parameters section) 
CONVpol(pollutant)q is the emissions of pollutant (pounds per MWh) 
Carboncost is the cost of carbon emissions ($/pound carbon) 
CCTn,p is the present value over the evaluation period of the cost per MWh of 

transmission between PCAs n and p ($/MWh) (see the Financial Parameters 
section) 

CSRVn,q is the present value over the evaluation period of the cost of spinning reserve in 
PCA n ($/MW-hour) of type q (see the Financial Parameters section) 

CILn  is the present value over the evaluation period of the base cost of interruptible load 
in PCA n ($/MWh) 

CILilg is the present value over the evaluation period of the cost of interruptible load in 
bin ilg ($/MWh), i.e. of higher levels of interruptible load use. 

CQS is the cost to modify a generation plant for fast-start-capability to provide additional 
operating reserve ($/MW) 

 
 



 

4. Constraints 
 
The minimization of cost in WinDS is subject to a large number of different constraints, 
involving limits on wind resources, transmission constraints, national growth constraints, 
ancillary services, and pollution. Unless specifically noted otherwise (see, for example, 
Constraint 1 below), these constraints apply to new wind turbines and storage (e.g., 
electrolyzers/hydrogen storage) facilities built in the time period being optimized.   
 
After the constraint number, the constraint name is shown with the subscripts over which the 
constraint applies. For example, in Constraint 1 immediately below, the parenthetical (c,i) 
immediately following the name of the constraint implies that this constraint is applied for every 
class of onshore wind c and every region i. Because there are 358 regions i and five classes of 
wind c, this first type of constraint is repeated 1,790 times (358x5). 
 
The constraints are listed in the order they occur in the model. Following the equation for the 
constraint, we define those constants and variables that are first introduced by this constraint.   
 
Constraints On Wind 
 
Constraint 1 
WIND_RES_UC(c,i):   For every wind class c and wind supply region i, the sum of all onshore 
wind capacity installed in this and preceding time periods must be less than the total onshore 
wind resource in the region (WRUCc,i) 
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Where: 

WturOc,i is existing (”O”ld) (from the preceding time period) class c wind transmitted on 
existing transmission lines [MW] from region i 
WTturOc,i is existing class c wind transmitted on new transmission lines [MW] from 
region i 

 
 
Constraint 2  
WIND_RES_UC_ofs(c,i):  For every wind class c and wind supply region i, the sum of all 
shallow offshore wind capacity installed in this and preceding time periods must be less than the 
total shallow offshore wind resource in the region (WRUCofsc,i) 
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Where: 

WturOofsc,i is existing (from the preceding time period) shallow offshore wind on 
existing transmission lines (MW) 
WTturOofsc,i is existing shallow offshore wind on new transmission lines (MW) 

 
Constraint 3  
WIND_RES_UC_ofd(c,i):  For every wind class c and wind supply region i, the sum of all deep 
offshore wind capacity installed in this and preceding time periods must be less than the total 
deep offshore wind resource in the region (WRUCofdc,i) 
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Where: 

WturOofdc,i is existing (from the preceding time period) deep offshore wind on existing 
transmission lines (MW) 
WTturOofdc,i is existing deep offshore wind on new transmission lines (MW) 

 

The next three constraints ensure that the amount of wind that can access existing transmission is 
less than or equal to the amount of wind available in each step of the supply curve for the cost of 
connecting to the grid.



 

Constraint 4 
WIND_supply_curves(c,i,wscp):  New onshore wind of class c in region i at interconnection cost 
step wscp must be less than the remaining onshore wind resource in that cost step 
(WR2Gc,i,wscp)6 

 
wscpicicwscpi GWRclassWturN ,,,, 2* ≤    

 

Constraint 5 
WIND_supply_curves_ofs(c,i,wscpofs):  New shallow offshore wind of class c in region i at 
inteconnection cost step wscpofs must be less than the remaining shallow offshore wind resource 
in that cost step (WR2Gofsc,i,wscpofs) 

 
wscpofsicicwscpofsi GofsWRclassofsWturNofs ,,,, 2* ≤    

 

Constraint 6 
WIND_supply_curves_ofd(c,i,wscpofd):  New deep offshore wind of class c in region i at 
inteconnection cost step wscpofd must be less than the remaining deep offshore wind resource in 
that cost step (WR2Gofdc,i,wscpofd) 

 
wscpofdicicwscpofdi GofdWRclassofdWturNofd ,,,, 2* ≤    

 
 
The next six constraints ensure that the new wind capacity on transmission lines from a region 
are less than the new turbine capacity built in the region 
 
Constraint 7 
Wind_2_Grid(c,i):  The new class c onshore wind transmitted from a region i on existing lines to 
all regions j must be less than or equal to the total amount of new onshore region i class c wind 
used from the onshore class c wind supply curve for existing lines. 
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6 Wind Transmission Pre-Calculation 
 A preliminary optimization is performed outside and prior to the main model to construct a supply curve 
for onshore wind, shallow offshore wind and deep offshore wind for each wind class c and region i. This supply 
curve is comprised of four quantity/cost pairs (WR2Gc,i,wscp / WR2GPTSc,i,wscp ).  The “curve” provides the amount 
of class c wind WR2Gc,i,wscp of each type l (onshore, shallow offshore, and deep offshore)  that can be connected to 
the existing grid for a cost between WR2GPTSc,i,wscp-1 and WR2GPTSc,i,wscp.  This “pre-LP” optimization is 
described in more detail in Appendix B. The quantity WR2Gc,i,wscp is reduced after each period’s LP optimization by 
the amount of wind used in the time period from that cost step. 



 

Constraint 8 
Wind_2_Grid_OFS(c,i):   The new class c shallow offshore wind transmitted from a region i on 
existing lines to all regions j must be less than or equal to the total amount of new shallow 
offshore region i class c wind used from the shallow offshore class c wind supply curve for 
existing lines. 
 

ic
wscpofs

wscpofsiic
j

ji classofsWturNofsclassofsWNofs ,,,, ** ∑∑ ≤     

 
 
Constraint 9 
Wind_2_Grid_OFD(c,i):  The new class c deep offshore wind transmitted from a region i on 
existing lines to all regions j must be less than or equal to the total amount of new deep offshore 
region i class c wind used from the deep offshore class c wind supply curve for existing lines. 
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Constraint 10 
Wind_2_New(c,i):   The new class c onshore wind transmitted from a region i on new lines to all 
regions j must be less than or equal to the total amount of new onshore region i wind used from 
the class c wind supply curve for new lines. 
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Constraint 11 
Wind_2_New_OFS(c,i): The new class c shallow offshore wind transmitted from region i on 
new lines to all regions j must be less than or equal to the total amount of new shallow offshore 
region i class c wind used from the shallow offshore class c wind supply curve for new lines. 
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Constraint 12 
Wind_2_New_OFD(c,i):  The new class c deep offshore wind transmitted from a region i on new 
lines to all regions j must be less than or equal to the total amount of new deep offshore region i 
class c wind used from the deep offshore class c wind supply curve for new lines. 
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Constraint 13 
WIND_EXISTTRANS_BALANCE(i):  Constraint to set the value of the amount of new wind 
on existing transmission lines taken from the onshore wind supply curve  
 
The new wind from all steps on the supply curve must equal the sum of new wind sent from 
region i to all regions j. WNSC will be used in the objective function for the class of wind being 
considered this period in region i to determine the cost of reaching the grid. 
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Constraint 14 
WIND_EXISTTRANS_BALANCE_ofs(i):  Constraint to set the value of the amount of new 
wind on existing transmission lines taken from the shallow offshore wind supply curve  
 
The new wind from all steps on the supply curve must equal the sum of new wind sent from 
region i to all regions j. WNSCofs will be used in the objective function for the class of wind 
being considered this period in region i to determine the cost of reaching the grid. 
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Constraint 15 
WIND_EXISTTRANS_BALANCE_ofd(i):  Constraint to set the value of the amount of new 
wind on existing transmission lines taken from the deep offshore wind supply curve  
 
The new wind from all steps on the supply curve must equal the sum of new wind sent from 
region i to all regions j. WNSCofd will be used in the objective function for the class of wind 
being considered this period in region i to determine the cost of reaching the grid. 
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Constraint 16 
RPSconstraint:  This allows the model to include a national Renewable Portfolio Standard (RPS), 
wherein the total national annual wind generation must exceed a specified fraction of the national 
electricity load or a penalty must be paid on the shortfall (RPS_Shortfall). 
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Where: 
 
CFOc,i is the average capacity factor of all existing (at the start of the current period) class c 
onshore wind on existing (at the start of the analysis time frame) lines in region i 
CFofsc is the capacity factor for new shallow offshore wind at a class c site 



 

CFofdc is the capacity factor for new deep offshore wind at a class c site 
CFOofdc,i is the average capacity factor of all existing (at the start of the current period) class c 
deep offshore wind on existing (at the start of the analysis time frame) lines in region i 
CFOofsc,i is the average capacity factor of all existing (at the start of the current period) class c 
shallow offshore wind on existing (at the start of the analysis time frame) lines in region i 
WOc,i,j is the existing (from the preceding time period) class c onshore wind on existing (at start 
of the simulation) transmission lines from region i to region j (MW) 
WOofdc,i,j is the existing (from the preceding time period) class c deep offshore wind on existing 
(at start of the simulation) transmission lines from region i to region j (MW) 
WOofsc,i,j is the existing (from the preceding time period) class c shallow offshore wind on 
existing (at start of the simulation) transmission lines from region i to region j (MW) 
WTOc,i,j is the existing (at start of this time period) class c onshore wind on new transmission 
lines from region i to region j (MW) 
WTOofdc,i,j is the existing (at start of this time period) class c deep offshore wind on new 
transmission lines from region i to region j (MW) 
WTOofsc,i,j is the existing (at start of this time period) class c shallow offshore wind on new 
transmission lines from region i to region j (MW) 
 
 
Constraints 17 and 18 
WIND_GROWTH_TOT and WIND_GROWTH_BIN(G):   These two constraints allocate new 
wind capacity (MW) to bins that have turbine costs associated with them over and above the 
turbine costs of the wind farms themselves. The bins are defined as a fraction of the national 
wind capacity (MW) at the start of the period 
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Where: 
 
Gtg is a fractional multiplier of the national wind (MW) capacity 
BASE_WIND is the national wind capacity (MW) at the start of the period 
 
Constraints 19 and 20 
WIND_GROWTH_INST(i) and WIND_GROWTH_BIN_INST(ginst,i):   These two constraints 
allocate new wind capacity (MW) to bins that have costs associated with them over and above 
the installation cost of the wind farms themselves. The bins are defined as a fraction of the region 



 

i wind capacity (MW) at the start of the period. These constraints capture the increase in 
installation prices with high growth in a single region. The first 200 MW don’t count toward the 
installation cost increase. 
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Where: 
 
Gtinstginst is a fractional multiplier of the regional wind (MW) capacity 
BASE_WINDinsti is the region i wind capacity (MW) at the start of the period 
 
 
Constraint 21 
WIND_GROWTH_2000:  This constraint ensures that the wind installed by 2000 is consistent 
with historical installations totaling 3,125 MW 
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Constraint 22 
WIND_GROWTH_2002:  This constraint ensures that the wind installed by 2002 is consistent 
with historical installations totaling 4,500 MW 
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Constraint 23 
WIND_interregion_trans(j):  Due to existing transmission capacity usage and other limitations, 
the amount of wind power able to be transported on existing lines is limited. This constraint 
limits the wind imports and exports on existing lines to some fraction (aj) of the capacity (TRj) 
of the transmission lines crossing the boundaries of supply region j 
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Where: 
  
aj is the fraction of existing transmission lines available to wind 
  

∑
∈

=
jk

kj TTR  is the sum of the capacity of all existing lines crossing the region boundary 

 
 
Constraint 24 
WIND_BALANCE_PCAS(n):  This constraint is a transmission capacity balance that defines 
WTn,p, the transmission capacity needed to handle wind transmission between PCAs. This 
transmission capacity required for wind is combined with that required by conventional 
generation to identify bottlenecks between PCAs through Constraint 55. The left-hand side of the 
constraint is the sum of all wind generation transmitted into the PCA plus all that generated 
within the PCA. The right-hand side is the sum of all the wind generation consumed in the PCA 
plus all that transmitted from the PCA. 
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Constraint 25 
WIND_DEMAND_LIMIT(j,m):  This constraint defines WSj,m to be the maximum of zero and 
the difference between the wind-generated electricity consumed in region j in time slice m and 
all the electricity consumed in region j (i.e., WSj,m is non-zero only if the wind power consumed 
in region j is greater than the total demand in time slice m. This can occur in off-peak time slices 
if large amounts of wind are sent to region j to meet the demand in other time slices). WSj,m is 
then subtracted from the wind contribution to meeting the LOAD_PCA constraint for time slice 
m. In effect, these two constraints impose a penalty on excessive shipments of wind to an 
individual region j by not counting the wind power that exceeds the demand in any individual 



 

time slice. This precludes the model from shipping wind to a region near the wind production 
region and then shipping the wind generation out with conventional generation to other PCAs 
using conventional lines, i.e. without taking account of the fact that any transmission reserved for 
wind will only be used when the wind is blowing. 
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Where: 
 
 CFTOc,i  is the average capacity factor of all existing (at the start of the current period) 
class c onshore wind on new (built in this period) lines in region i 
 CFTOofdc,i is the average capacity factor of all existing (at the start of the current period) 
class c deep offshore wind on new (built in this period) lines in region i 

CFTOofsc,i is the average capacity factor of all existing (at the start of the current period) 
class c shallow offshore wind on new (built in this period) lines in region i 

RegDmdj,m is the electric load in each hour of time slice m in the year 2000 in region j 
loadgrowthn is the annual rate of growth of load in the PCA n that contains region j 

 cur_year is the first year of the two-year period for which the optimization is being 
performed 
 
 
Conventional Transmission Constraints 
 
Constraint 26 
CONV_TRAN_PCA(m,n,p):  Ensures that there is sufficient transmission capacity between 
contiguous PCAs n and p within the same grid interconnect to transmit wind generation and 
conventional generation in each time slice m. Transmission capacity added this period is 
included in both directions p-to-n and n-to-p because transmission lines are bidirectional. 
 

pnnppnpnmpn TPCAOTPCANTPCANconvtWT ,,,,,, ++≤+  
 
Where: 
 
TPCAOn,p is the transmission capacity between n and p that existed at the start of this period 
 
 
Constraint 27 
CONTRACT_TRAN_PCA(m,n,p):  Ensures that there is sufficient transmission capacity 
between contiguous PCAs n and p within the same grid interconnect to transmit wind generation 
and contracted conventional capacity. Transmission capacity added this period is included in 
both directions p-to-n and n-to-p because transmission lines are bidirectional. 
 

pnnppnpnpn TPCAOTPCANTPCANPCONTRACTCAWT ,,,,, ++≤+  
 
 
Constraints 28 and 29 
TPCA_GROWTH_TOT and TPCA_GROWTH_BIN(TPCA_G):  These two constraints allocate 
new transmission capacity (MW) to bins that have costs associated with them over and above the 
cost of the transmission lines themselves.  The bins are defined as a fraction of the national 
transmission capacity at the start of the period. 
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Where: 
 
TPCA_Gttpca_g is a fractional multiplier of the national transmission (MW) capacity 
BASETPCA 
 
 
Constraint 30 
TPCA_GROWTH_2000:  This constraint ensures that the transmission capacity added 
nationwide in 2000 is consistent with historical additions in 2000 of 2,585,158 MW-miles 
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Constraint 31 
TPCA_GROWTH_2002:  This constraint ensures that the transmission capacity added 
nationwide in 2002 is consistent with historical additions in 2002 of 2,070,715 MW-miles 
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Constraint 32 
TPCA_GROWTH_2004:  This constraint ensures that the transmission capacity added 
nationwide in 2004 is consistent with historical additions in 2004 of 2,766,900 MW-miles 
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System Constraints 
 
Constraint 33 
LOAD_PCA(m,n):  This constraint ensures that the load (MW) in time period m in PCA n is met 
with imports from PCAs contiguous to PCA n (CONVTm,n,p) decremented for transmission 
losses and generation from conventional sources and wind, also reduced by transmission line 
losses. The wind output is also decreased by the amount of surplus wind that blows when there is 
no use for it because loads are low. Output from fuel cells, either at a wind site or distributed 
within the grid, also contributes to meeting peak loads. Finally, any wind generation that exceeds 
the demand in the time slice is lost (this prevents wind from simply being shipped to the nearest 
contiguous region in excess of the demand for power in that region at that time). 
 
The load is expressed in terms of MW that must be provided during each hour of the time slice 
m. The load is comprised of the direct load, Lmn, plus the power needed by the distributed 
electrolyzers/compressors and the grid power provided to the wind-sited electrolyzers. 
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Where: 
 
 TLOSS is the fraction of conventional power lost in each mile of transmission  

CF_corrc,i,m is the correction to the annual capacity factor for class c onshore wind in 
region i and time slice m 

CF_corrofsc,i,m is the correction to the annual capacity factor for class c shallow offshore 
wind in region i and time slice m  

CF_corrofdc,i,m is the correction to the annual capacity factor for class c deep offshore 
wind in region i and time slice m  
 IWSurplusMarc,in,j is the fraction of wind generation lost from the next unit of wind 
installed in region i because there is no remaining load to be met by the wind in interconnect in. 
 IWSurplusOldin is the fraction of wind generation lost from all the wind installed to date 
in interconnect in because there is no remaining load to be met by the wind in interconnect in. 
 TWLOSS is the fraction of wind power lost in each mile of transmission 
 fcelldestoldn,s is the fuel cell output from wind-sited fuel cells built in previous periods 
that ship power to PCA n in season s 
 ptimem is a binary constant equal to one when m is a peak load time slice, zero otherwise 
 Lm,n is the load (MW) in time slice m in PCA n 
 H2_loadprofilem is the fraction of annual hydrogen production from nonwind production 
technologies that occurs in time slice m 
 old_grid_2_welectrolysisi,m is the electricity from the grid in region i in time slice m 
consumed by wind-sited electrolyzers built in previous periods 
  
 
Constraint 34 
RES_MARG_NERC(r):  Ensures that the conventional and wind capacity (MW) and generation 

from storage (e.g., fuel cell generation) from both distributed grid-powered and wind-
sited generators (e.g., fuel cells) during the peak summer period is large enough to meet 
the peak load plus a reserve margin and any storage input (e.g., electrolysis) 
requirements. The wind-site fuel cell generation (MWh) is converted to capacity by 
dividing by CFc, but is constrained by the availability of transmission to a capacity value 
of 1-WCVmar (i.e., the combined capacity of the wind turbines and wind-sited fuel cells 
is one). The capacity value of distributed fuel cells is determined as the hydrogen input 
(kg) to the fuel cells during the summer peak time slice times the conversion efficiency 
(kg to MWh) divided by the number of hours of operation during the summer peak time 
slice. Peak-load requirements in NERC region r can also be met by contracting for 
capacity located in other NERC regions. The peak-load requirements are increased by the 
summer peak time slice grid input to electrolyzers either distributed at load sites or 
located at wind sites, divided by the number of hours in the summer peak time slice. 
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Where: 
 
CONVCAPCq is the effective load-carrying capability of conventional capacity type q 
WCVmarc,i,r  (wind capacity value – marginal) is the effective load-carrying capacity in NERC 
region r of one MW at a new wind farm at a class c site in region i. WCVmarc,i,r is derived in 
detail in the later section on Wind Intermittency Parameters. 
WCVoldr is the effective load-carrying capacity of all the wind capacity installed in previous 
periods whose generation is transmitted to NERC region r. WCVoldr is derived in detail in the 
later section on Wind Intermittency Parameters. 
NERCRmr is the reserve margin requirement in NERC region r 
H3 designates the peak time slice in the summer season 
 
 
 
 
 
 
 
 
 



 

Constraint 35 
OPER_RES(m,r):  Ensures that the interruptible load, spinning reserve, quick-start capacity, and 
fuel cell capacity are adequate to meet the normal operating reserve requirement and that 
imposed by wind. The summer output is used to define the fuel cell capacity under the 
assumption that the maximum annual fuel cell output in each NERC region occurs in the summer 
peak time slice. 
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Where: 
 
Fq is the forced outage rate for generation type q 
FCretper is the period during which the older remaining (i.e. not yet retired) fuel cells were 
constructed  
resconfint is the confidence interval multiplier applied to the operating reserve standard 
deviation to ensure a high probability that the operating reserve will be available 
NORr is the normal operating reserve standard deviation in NERC region r 
WORmarc,i,r is the operating reserve requirement induced by the marginal addition of one MW 
of wind in region i that is consumed in NERC region r 



 

WORoldr is the operating reserve requirement induced by all wind installed in previous periods 
that contributes to NERC region r 
 
 
Constraints 36 and 37 
IL_PENETRATION_TOT and Interruptible_Load_BIN(ILG):  These two constraints implement 
an interruptible power supply curve. The second constraint is actually implemented as an upper 
bound, not as a constraint 
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Where: 
 
ILGtILG is the fraction of peak demand in step ILG of the supply curve 
PCAdmdPKn is the peak demand in PCA n in 2000 
 
 
Conventional Generator Constraints 
 
Constraint 38 
SPIN_RES_CAP(m,n,q):  ensures that the useful generation (CONV) from a conventional plant 
of type q comprises at least a minimum fraction (MINSR) of the total generation (CONV +SR) 
in time slice m in PCA n 
 

)(* ,,,,,, qnmqnmqqnm CONVGENSRMINSRCONVGEN +≥  
 
Where:  
 
MINSRq is the fraction of each type of plant q that must be on line and loaded in order to serve 
as spinning reserve 
SRm,n,q is the spinning reserve capacity from technology q during time period m in PCA n. 
 
 
Constraint 39 
CAP_FO_POa(m,n,q):  Ensures that the capacity (MW) in PCA n of type q derated by the 
average forced outage rate for type q generators is adequate to meet the load, quick-start, and 
spinning reserve required in time slice m. 
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Where: 
 

btechq is a binary variable that is 1 if q is a base-load technology and 0 otherwise 
foq is the forced outage rate for generator type q 
 
Constraint 40 
B_peak_12b(q-baseload technologies,m-peak time slices,n):  To prevent unrealistic cycling, 
base-load plants are constrained in peak time slices to generate no more electricity than the 
average of that which is generated in the shoulder time slices. 
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Where: 

 
m is the peak time slice within each season (summer, winter, spring, and fall) 
m’ and m” are the shoulder time slices within each season (summer, winter, spring, and fall) 
 
 
Constraint 41 
HYDRO_ENERGY(n):  Restricts the energy available from hydroelectric capacity to conform to 
the historical availability of water (Hen). 
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Environmental Constraints 
  
Constraint 42 
LOWSULCOAL(n,q):  This constraint essentially adds all the coal used in the different time 
slices throughout the year into the variable coalowsulq. 
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Constraint 43 
LOWSULCOAL_LIMIT(q,n):  This constraint precludes any unscrubbed existing (before 2000) 
coal plant that has made the capital investment to use low-sulfur coal from switching back to 
high-sulfur coal in this time period. (This constraint implicitly presumes that any existing coal 
plants adapted for low-sulfur coal use will retire in the same proportions as those that have not 
been adapted. It also implicitly presumes that new coal plants capable of burning low-sulfur coal 
will be built in the same proportion.)  
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Where: 
 

lowsulcoaloldn,q is the amount of electricity (MWh) generated from low sulfur coal in PCA n by 
coal technology q in the previous 2-year time period. 

Coal_old_prevn,q is the capacity (MW) of coal-fired generation in PCA n of type q in the 
previous 2-year period.   

 
 
Constraint 44 
LOWSULCOAL_LIMIT2(n,q):  This constraint prevents the fraction of low-sulfur coal used in 
all existing coal generators from decreasing from the level used in the previous period. The 
constraint is needed because coal plants can switch from unscrubbed (coal-old-1) to scrubbed 
(coal-old-2) coal plants. 
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Where: 
 
coalowsulcoal-old-1,n is the total conventional generation from coal-fired generation with scrubbers 
that existed before the analysis time frame in PCA n using low-sulfur coal 
coalowsulcoal-old-2,n is the total conventional generation from coal-fired generation without 
scrubbers that existed before the analysis time frame in PCA n using low-sulfur coal 
Coal_old_prevcoal-old-1,n is the capacity of coal-fired generation with scrubbers that existed before 
the analysis time frame in PCA n that was still operating at the end of the previous 2-year period.   
Coal_old_prevcoal-old-2,n is the capacity of coal-fired generation without scrubbers that existed 
before the analysis time frame in PCA n that was still operating at the end of the previous 2-year 
period.   
 
 
Constraint 45 
SCRUBBER(n):  The combined capacity of the scrubbed and unscrubbed coal plants must be 
greater than the total of the two from the last period minus retirements.  This allows the 
unscrubbed to become scrubbed, i.e., the unscrubbed capacity can decrease. 
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Where: 
 
CONVRETn,q is the capacity in PCA n of generation type q retired in this period. See the later 
section on retirements of conventional capacity. 
 
 
Constraint 46 
EMISSIONS(pol):  Ensures that the national annual emission of each pollutant (CO2, SO2, Nox, 
Hg) by all generators and hydrogen production technologies is lower than a national cap (LP) 
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Where: 
 
CONVpolpol,q is the emission of pollutant pol (tons) from a million Btu of fuel consumed by 
generator type q 
coallowsulpolred is the delta (tons) in SO2 emissions per MWh between high sulfur and low 
sulfur coal 
steam_ref_emisspol is the emissions (tons) of pollutant pol per MMBtu of input gas to steam 
methane reforming 
LPpol is the national annual cap on pollutant pol (tons/year). 
 
 
Storage Constraints (constraints on hydrogen production from wind) 
 
Constraint 47 
ELEC_and_H2_inregion(c,i,s):  Constrains the hydrogen produced (i.e. stored wind energy) and 
the electricity generated for use within region i in season s to be less than or equal to the seasonal 
output from new onshore turbines in the region. 
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Where:  
 
CF_corrsc,i,s  is a correction factor to the capacity factor to account for variations in the output of 
wind with a season compared to the annual average capacity factor CFc. 
numhoursbyseasons is the number of hours in season s 
 
 
Constraint 48 
ELECTROLYSIS_INPUT_INREGION(i,s):  Ensures that the wind-generated electricity 
designated for input to the storage-conversion process (e.g., electrolyzers/hydrogen storage)  
within region i is greater than or equal to the energy needed to produce the stored energy (e.g., 
hydrogen) for transport fuel or on-peak electricity production within region i as well as the 
electricity required to operate the storage/compression. The ratio, numhoursbyseasons/8760, at 
the end of the constraint apportions the stored energy (e.g., hydrogen) produced throughout the 
year to the season s. 
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Constraint 49 
ELECandH2_FROM_WIND(c,i,s):  Ensures that the new electricity to the grid and the wind-
generated electricity to the new wind-sited electrolyzers are less than or equal to the output from 
the new class c wind turbines in region i in season s. 
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Where: 
 
CF_corrsofsc,i,s is a seasonal adjustment to the capacity factor for new shallow offshore class c 
wind in region i 
CF_corrsofdc,i,s is a seasonal adjustment to the capacity factor for new deep offshore class c 
wind in region i 
 
 
Constraint 50 
ELECTROLYSIS_INPUT(i,s):  Ensures that the electricity input to the storage conversion 
process (e.g., electrolyzer) is greater than or equal to the energy needed to produce the stored 
energy (e.g., hydrogen) for subsequent on-peak electricity production, and for transport fuel and 
compression or liquefaction of that fuel before transport.  
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Where: 
 
CHEFFh2-transportation is the electricity (MWh/kg) required to compress or liquefy the hydrogen 
before transporting it between regions. 
 
 
Constraint 51 
TRANSMIT_2_ELECTROLYZER(i,m):  Ensures that the grid electricity used in the wind-sited 
electrolyzer can be transmitted on the transmission lines built to the wind site.  
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Constraint 51a 
TRANSMIT_2_ELECTROLYZER_INREGION(i,m):  Ensures that the grid electricity used in 
the wind-sited electrolyzer can be transmitted on the transmission lines built from the load center 
in the same region to the wind site. 
 



 

∑≤
escpc

iescpc

mmi

inregionWELEC

hinregionsiswelectrolygrid

,
,,

,

_

/__2_
 

 
 
Constraint 52 
GRID_LIMIT(i,s):  This ensures that the grid power will only fill in behind wind in operating the 
electrolyzers. If it does more, it needs to be added to the electrolyzer capacity (which is 
computed as the difference between turbines and wind to grid). It’s critical to separate out 
seasons, otherwise it will use all grid power in a single season's peak. Dividing by CF yields total 
capacity; multiplying by 1-CF yields the amount that can be filled in by grid electricity. 
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Constraint 53 
ELECTROLYZER_CAPACITY(i):  Defines electrolyzer capacity (MW) as the difference 
between wind turbine capacity and the capacity of the wind used for power generation (as 
opposed to the wind capacity used for hydrogen production). Another way to think about this is 
that the electrolyzer capacity is assumed to be the difference between the wind turbine capacity 
and the capacity of the transmission lines available to move the wind generated electricity to 
load.   
 

)**

**

_**(

)**

**

_**(

,,,,

,,,,

,,,,,,

,,,,

,,,,

,,,,,

∑∑

∑∑

∑∑∑

∑

∑

∑

∑

++

++

++

−

++

++

++

≥

j
icji

j
icji

j
icji

j
icji

escp
iescpc

j
icji

j
icji

icic
wscpofd

icwscpofdi

icic
wscpofs

icwscpofsi

icicic
wscp

icwscpi

c
i

classTofdWTNofdclassofdWNofd

classTofsWTNofsclassofsWNofs

inregionWELECclassTWTNclassWN

classTofdWturTNofdclassofdWturNofd

classTofsWturTNofsclassofsWturNofs

inregionWturclassTWturTNclassWturN

ELE

 

 
 



 

 
Constraint 54 
FUEL_CELL_PEAK_OUT(i,r,s):  Ensures that peak fuel cell output (MWh) from a wind site 
fits on the transmission line leaving supply region i for NERC region r along with the direct wind 
electricity (MWh).   
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Where: 
 
CF_corrpsc,i,s is the correction to the annual capacity factor for class c onshore wind in region i 
for the peak time slice in each season s  
CF_corrpsofsc,i,s is the correction to the annual capacity factor for class c shallow offshore wind 
in region i for the peak time slice in each season s  
CF_corrpsofdc,i,s is the correction to the annual capacity factor for class c deep offshore wind in 
region i for the peak time slice in each season s  
 
 
Constraint 55 
FUEL_CELL_PEAK_IN(n,s):  Ensures that the peak fuel cell output (MWh) entering a PCA 
from a wind-sited fuel cell fits on the transmission line entering that PCA from the same wind 
site. 
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Constraint 56 
FUEL_CELL_PEAK_INREGION(c,i,s):  Ensures that peak fuel cell output (MWh) from a wind 
site fits on the transmission line leaving the wind site along with the direct wind electricity 
(MWh) to be used in the same region.   
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Constraint 57 
FUEL_CELL_BALANCE(r,s):  Sets the fuel cell output (MWh) from wind supply regions going 
to NERC region r equal to the fuel cell input (MWh) to the NERC region in each season. It 
doesn’t have to be done for each time slice, because such transfers are allowed only during peak 
time slices of each season. This is done to reduce the number of variables associated with the 
fuel cells 
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Constraint 58 
FUEL_CELL_CAPACITY_LOW(i,s):  Sets a lower bound on the fuel cell capacity needed by 
translating the fuel cell generation into a capacity estimate. Because it doesn’t know whether the 
new wind capacity at the wind farms where the fuel cell is located is on new or existing 
transmission lines, to be conservative, it uses the higher (because lower-class wind may be 
competitive with higher-class wind that must also pay for transmission capacity) capacity factor 
of new wind on new transmission lines (conservatively leaves less room for the fuel cell output). 
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The next 12 constraints increase the price of hydrogen and wind technologies over their costs to 
reflect rapid growth constraints. 
 
 
Constraints 59 and 60 
ELECTROLYZER_GROWTH_TOT and ELECTROLYZER_GROWTH_BIN(hebp):  These 
two constraints allocate new electrolyzer capacity (both distributed and wind-sited) (MW) to bins 
that have costs associated with them over and above the direct cost of the electrolyzers 



 

themselves. The bins are defined as a fraction of the national electrolyzer capacity (MW) at the 
start of the period 
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Where: 
 
HEGBINCAPhebp is a fractional multiplier of the national electrolyzer capacity 
BASE_ELEC is the national electrolyzer capacity (MW) at the start of the period 
 
 
Constraints 61 and 62 
SMR_GROWTH_TOT and SMR_GROWTH_BIN(hsmrbp):  These two constraints allocate 
new SMR capacity (kg/year) to bins that have costs associated with them over and above the 
direct cost of the SMR themselves. The bins are defined as a fraction of the national SMR 
capacity (kg/year) at the start of the period 
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Where: 
 
HSMRGBINhsmrbp is a variable for new national steam methane reformer capacity in growth bin 
hsmrbp 
HSMRGBINCAPhsmrbp is a fractional multiplier of the national SMR capacity 
BASE_SMR is the national SMR capacity (kg/year) at the start of the period 
 
 
Constraints 63 and 64 
FUELCELL_GROWTH_TOT and FUELCELL_GROWTH_BIN(hfcbp):  These two constraints 
allocate new fuel cell capacity (both distributed and wind-sited) (MW) to bins that have costs 
associated with them over and above the direct cost of the fuel cells themselves. The bins are 
defined as a fraction of the national fuel cell capacity (MW) at the start of the period 
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Where: 
 
HFCGBINCAPhfcbp is a fractional multiplier of the national fuel cell capacity 
BASE_FCELL is the national fuel cell capacity (MW) at the start of the period 



 

Hydrogen Fuel Constraints 
 
Constraint 65 
H2FUEL_MARKET_BALANCE(j):  Ensures that the hydrogen fuel shipped into a region and 
the fuel supplied by the region is balanced by the fuel consumed in the region and the fuel 
shipped out of the region. 
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where the symbol p indicates contiguity 
 
 
Constraint 66 
H2FUEL_INTER_REGION(j):  Ensures that hfs is not used in region; because, if it were, the 
transport distance would be zero and therefore the cost of transport would be zero. In-region use 
can occur through the inregion variable with the cost of transport taken from the supply curve for 
inregion use. 
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Constraint 67 
HF_DEMAND(j):  Ensures the intraregion transport of hydrogen fuel is accounted for. Demand 
can be met by wind-sited electrolyzers, distributed electrolyzers, or natural gas steam methane 
reformers – hfdold includes all wind-generated H2, but not H2 from diselec or steam reforming 
as these vary each period. Includes demand escalation over time. 
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Where:  
 
hfdemandj is the maximum annual demand for hydrogen as a transportation fuel for light-duty 
vehicles in region j in the base year 
hfdemand_escal is the annual escalation in the demand for light-duty vehicle fuels. 
ordyear is the year of the optimization minus 2000 (i.e., the number of years of demand growth) 
hfdoldj is the hydrogen transportation fuel supplied by all remaining hydrogen production 
facilities built in prior periods 
 
 
Constraint 68 
HF_STEAMREF(j):  Ensures that the hydrogen (kg) produced by steam methane reformers 
(SMR) is less than the capacity (kg per year) of the steam methane reformers built in this period 
and those built in previous period that are not yet retired. 
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Where: 
 
SMRretper is the period during which the older remaining (i.e. not yet retired) SMR were 
constructed  
Hf_steamref_capoldj,t is the SMR capacity (kg/year) built in region j in period t 
H2_prodnhours is the number of hours that the conventional hydrogen production is operated 
each year 
 
 
Constraint 69 
HF_DISELEC(j):  Ensures that the hydrogen produced by distributed electrolyzers (not sited at 
wind farms) is less than the capacity (MW) of distributed electrolyzers built in this period and 
those not yet retired. 
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Where: 
 
DEretper is the period during which the older remaining (i.e. not yet retired) distributed 
electrolyzers were constructed 
HF_DISELEC_CAPOLDj,t is the distributed electrolyzer capacity built in region j in period t 
 
 



 

5. Wind intermittency parameters 
 
There are three basic intermittency parameters for wind that are calculated for each period in 
WinDS before the linear program optimization is conducted for that period. These include wind 
capacity value (WCV), wind operating reserve (WOR), and wind surplus (WSurplus). For each, 
a marginal value is calculated, which applies to new wind installed in the period, and an “old” 
value is calculated, which applies to all the wind built in previous periods. This section describes 
the statistical assumptions and methods used to calculate these values. 
 
Wind Capacity Value 
This is the capacity credit given to the wind contribution to meeting the reserve margin 
constraint in each NERC region. It is a function of the amount of wind consumed in the NERC 
region, the dispersion of the wind farms contributing that wind, the electric load in the NERC 
region, and the amount and reliability of conventional capacity contributing to the load in the 
NERC region. Generally, as more wind is used by the NERC region, the wind capacity value 
decreases.   
 
For each additional MW of class c wind added in region i that is consumed in NERC region r, 
the capacity credit, WCVmarc,i,r, is the amount of load that can be added in every hour without 
changing the loss of load probability in NERC region r. To calculate WCVmarc,i,r, we assume 
that for each hour in the period for which WCVmar is being evaluated, the sum of all the 
conventional generation consumed in the NERC region r, plus all the wind generation from all 
classes of existing wind consumed in the NERC region r, minus the load in the NERC region r is 
a random variable that can be well approximated by a normal probability distribution. This 
approximation improves in accord with the central limit theorem as the number of contributing 
conventional plants and wind farms increases. Let X be this random variable. Then 

µx  = µC + µW – µL 
 

Where:  
 
 µ denotes expected value 
 C is generation from all conventional power plants that deliver power to NERC region r 
 W is generation from all wind farms that deliver power to NERC region r 
 L is the load in NERC region r 
And since C, W, and L are statistically independent 
 σ2

X = σ2
C + σ2

W + σ2
L 

 σX = (σ2
C + σ2

W + σ2
L)0.5 

 
Where σ denotes standard deviation and σ2 is the variance 
 
The loss of load probability is the probability that X is less than zero or P(X<0). Define X’ = (X 
– µx)/ σX as a standard normal variable.  Then P(X<0) is the probability that X’ is less than – µx / 
σX or N(-µx / σX) where N is the cumulative standard normal distribution function.   
 



 

To calculate how much load LD can be taken on in NERC region r with the next increment 
WDc,i of class c wind supplied from wind region i without changing the loss of load probability, 
we now define the normal random variable U = C + (W + WDc,i) – (L + LD) with 

 µU = µC + µW + µWDc,i – µL – µLD 
And σ2

U = σ2
C + σ2

W+WDc,i + σ2
L+LD 

 
Where: 
 

WDc,i is the generation from a small positive class c wind capacity addition in region i 
LD is the increase in NERC region r load that maintains the loss of load probability. 

Then the effective load carrying capacity of wind is LD/WDc,i when P(U<0) = P(X<0)  
where WDc,i = µWDc,i /CF with CF being the capacity factor of the class c wind capacity 

addition.   
 
Finally, define the standard normal random variable U’ = (U – µU)/ σu.  Then  
P(U < 0) = P(U’ < - µU / σu = N(-µU / σu).  Then the effective load-carrying capacity of additional 
class c wind from region i supplied to NERC region r is WCVmarc,I,r  = LD/ WDc,i when 
 P(U<0) = P(X<0) 
Or when 
 N(-µU / σu) = N(-µx / σX) 
Or 
 - µU / σu = - µx / σX 
Or  
 µU / σu  = µx / σX 
Or 

[µC + µW + µWDc,i – µL – µLD]  /  σu = µx / σX 
Or 
 µLD = µC + µW + µWDc,i – µL – µx * σu / σX 
Or since the load added is not a random variable 
 LD = WDc,i *CF + µx * [1- σu / σX] 
Thus, WCVmarc,i,r  = LD / WDc,i  = CF – [σu / σX – 1] * µx / WDc,i 
 
Because the capacity value of wind is most important during the peak load periods, WCVmarc,i,r  
is calculated using the capacity value of wind during the peak load period of the NERC region. 
Similarly, the generation from conventional plants is assumed to be that of the peak load period, 
i.e. accounting for forced outages, but not planned outages, because they are generally planned 
for off-peak periods.   
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Where numplantsq,r * plantsizeq = CONVCAPq,n 
 
The expected load µL is assumed to be the input load for the NERC region. 



 

The variance of the load σ2
L is derived from the load-duration curve associated with a NERC 

region. 
 
The variance of the wind generated by all the wind farms contributing to NERC region r is built 
up from the variance of the output of each individual wind farm and the covariance between 
those outputs. The standard deviation of the output of an individual wind farm is assumed to be 
the sum of the standard deviations of the outputs of the individual turbines in the wind farm, i.e. 
the outputs of the turbines within a wind farm are assumed to be perfectly correlated. The 
distribution of the wind itself is approximated with a Weibull distribution with shape parameter k 
= 2. The second parameter of the Weibull distribution of the wind speed is adjusted to ensure that 
the annual output of the wind turbine will produce the annual capacity factor of the wind turbine 
in the year 2000. The wind speed is translated to power output using the power curve of an 
individual wind turbine (Vestas 1650). Thus, the distribution on wind speed is translated to a 
distribution on wind power output. The variance in the wind power output is calculated from this 
wind power distribution. 
 
WinDS assumes that the capacity factor associated with each class of wind power resource will 
improve with technological innovation in years after 2000. To translate the improved capacity 
factors into new estimates of the variance in the wind power distribution, a regression is used 
with the 2000 capacity factors as the independent variables that determine the variance, the 
dependent variables. 
 
The variance of the wind output of individual wind farms is used to estimate the variance σ2

Wr of 
the output from all wind farms contributing to the electric loads of a NERC region. 
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Where COVARc,i,cc,ii,r is the covariance between class c wind in region i and class cc wind in 
region ii. 
 

iiccic WWriiccicriiccic CorrCOVAR
,,

**,,,,,,,, σσ=  
Where:  
 CORRc,i,cc,ii,r is the correlation between class c wind in region i and class cc wind in 
region ii. This correlation is assumed to be a linear function of the distance between the center of 
region i and that of region ii with full correlation (+1) of all wind of the same class in the same 
region and zero correlation at 500 miles separation. The correlation between two different wind 
classes in the same region is only 75%, under the assumption that two wind farms with different 
classes, although in the same region, are not collocated. 
 
WCVoldr:  The capacity value of wind built in previous periods, WCVoldr , is calculated each 
period. WCVoldr is the amount of load that must be dropped per MW of wind to retain the same 
loss of load probability, if the wind is no longer available in NERC region r.   
 
As with WCVmarc,i,r , we define the random variable X as the sum of the conventional and wind 
generation minus the load. 



 

µx = µC + µW – µL 
 

Where: 
 
 µ denotes expected value 
 C is generation from all conventional power plants that deliver power to NERC region r 
 W is generation from all wind farms that deliver power to NERC region r 
 L is the load in NERC region r 
If CFr is defined as the average capacity factor of all the wind farms that deliver wind to NERC 
region r, then µW = WDr*CFr 
Since C, W, and L are statistically independent 
 σ2

X = σ2
C + σ2

W + σ2
L 

 σX = (σ2
C + σ2

W + σ2
L)0.5 

 
Where σ denotes standard deviation and σ2 is the variance 
 
The loss of load probability is the probability that X is less than zero or P(X<0). Define X’= (X – 
µx)/ σX as a standard normal variable. Then the probability that X is less than zero is the 
probability that X’ is less than – µx / σX or N(-µx / σX) where N is the cumulative standard normal 
distribution function.   
 
 
To calculate WCVoldr , we define the normal random variable U = C– (L - LD) similar to X in 
the calculation of WCVmarc,i,r  except without the wind contribution. Then 
 µU = µC – µL-LD 
And σ2

U = σ2
C + σ2

L-LD  
 
Then the effective load-carrying capacity of all the wind supplied to NERC region r is  
WCVoldr  = LD/WDCr  when 
 P(U<0) = P(X<0) 
 
Or when 
 N(-µU / σu) = N(-µx / σX) 
Or 
 - µU / σu = - µx / σX 
Or  
 µU / σu  = µx / σX 
Or 

[µC – µL + µLD]  /  σu = µx / σX 
Or 
 µLD = µL - µC + µx * σu / σX 
Or since the load subtracted (LD) is not a random variable 
 LD = µL – µC + µx * σu /σX 
Thus  

WCVoldr  = LD/WDCr=  (µL – µC + µx * σu / σX) / WDCr 
Or 



 

 WCVoldr  =  (µL – µC – µW + µW + µx * σu / σX) / WDCr 
Or 
 WCVoldr  =  (µW - µx *(1 - σu / σX)) / WDCr 
Or 
 WCVoldr  = CFr - µx *(1 - σu / σX)) / WDCr  
Or 
 WCVoldr  =CF - µx *(1 - σu / σX)/WDCr 
 which looks very similar to the calculation of WCVmarc,i,r   
 
 
WORmarc,i,r 
WORmarc,i,r is the operating reserve requirement induced by the next MW of class c wind 
installed in region i that contributes generation to NERC region r.  It is calculated as the 
difference in the operating reserve required with an increment WDc,i,r of additional wind 
capacity, minus that required with only the existing wind with the difference divided by the 
incremental wind capacity WDc,i,r.   
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NOR2 is the variance of the usual operating reserve requirement 
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 Norfrac is the normal operating reserve fraction per MW of load.   
 resconfint is the multiplier on the variance of the load required to yield an adequate 
confidence interval  
 Pn is the peak load in PCA n in NERC region r 
 Norhydro is the amount by which the operating reserve can be reduced for each MW of 
hydroelectricity in the region 
 
wor2factor is a multiplier on the wind variance to provide the appropriate impact on operating 
reserve requirements 
 
σWr+WDc,i,r is the standard deviation of the output from all the wind generation consumed in 
NERC region r and that from the incremental capacity WDc,i,r  
 
σWr is the standard deviation of the output from all the wind generation consumed in NERC 
region r 
 
 
WORoldc,r 
WORoldc,r is the average operating reserve induced per MW of existing class c wind that is 
consumed in NERC region r. It is calculated as the difference in the operating reserve required 
with the existing wind capacity, minus that required were no wind used, divided by the total 
wind capacity contributing to NERC region r, Wr.   
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IWSurplusOldin 
IWsurplusoldin  is the expected fraction of generation from all the wind consumed in interconnect 
“in” that cannot be productively used, because the load is not large enough to absorb both it and 
the must-run generation from existing conventional sources. This situation occurs most 
frequently in the middle of the night when loads are small, base-load conventional plants are 
running at their minimum levels, and the wind is blowing.   
 
To calculate IWsurplusoldin, we define a new random variable Y as the sum of the random 
variables for wind generation W and the must-run conventional base-load generation M minus 
the load L. 
 Y = W + M – L 
Next, we define the surplus wind at any point in time, SU, as 
 If Y < 0, SU = 0 
 If Y > 0, SU = Y 
Then, the expected total surplus µSU can be calculated from its density function f(s) and the 
density function of y, g(y) as follows: 
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Now if we assume, as we did in the WCVmar and WORmar calculations above, that by the 
central limit theorem, Y can be well approximated by a normal distribution, and we define the 
standard normal variable Y’ as 
 Y’ = (Y – µY)/ σY 
Then 
 Y = Y’ * σY + µY, and 
 dy = σY dY’ 
Thus 
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Assuming Y is normally distributed as stated above: 
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Where N0,1 is the standard normal distribution with mean 0 and standard deviation 1.   
 
Then IWsurplusoldin is the difference between the expected surplus with wind, µSU,, and the 
expected surplus were there no wind generation consumed in interconnect “in”, µSUN , divided by 
the total wind capacity contributing to interconnect in, Win.  Or 
 
IWsurplusoldin  = (µSU - µSUN )/Win 
 
Normally µSUN would be zero, as the conventional must run units would not be constructed in 
excess of the minimum load. However, with our assumption of a normal distribution for Y, we 
do introduce some non-zero probability that Y could be positive even if there were no wind, i.e. 
that the generation from must-run units could exceed load. Thus, it is important to calculate µSUN 
and to subtract it from µSU to remove the bulk of the error introduced by the normal distribution 
assumption. µSUN is calculated in exactly the same way as µSU, but with no wind included. 
 
Must-run conventional capacity is defined as existing available (i.e., not in a forced outage state) 
coal and nuclear capacity times a minimum turn-down fraction, MTDF. The expected value of 
the must-run capacity of type q available at any given point in time, µMq , is thus: 
 
µMq = CONVCAPq,in * (1-FOq) * MTDFq 
 
Where:  
 

CONVCAPin,q is the existing conventional capacity in interconnect in of type q 
MTDF is  
 0.45 for old (built before the year 2000) coal plants 

0.35 for new coal plants (built in 2000 or later, i.e. built within the model run time 
frame) 

 1.0 for nuclear plants 
 

IWSurplusMarc,i,in 
 
IWsurplusmarc,i,in is the fraction of generation from the next MW of class c wind installed in 
wind supply region i destined for interconnect in that cannot be productively used because the 
load is not large enough to absorb both it and the must-run generation from existing conventional 
sources. It is calculated as: 
 
IWsurplusmarc,i,in  = (µSUi - µSU )/100 
 
Where µSUi is calculated in exactly the same way as µSU, but with 100 MW of wind added in 
region i.  
  



 

6. Retirement of capacity 
 
All retiring wind turbines are assumed to be refurbished or replaced immediately, because the 
site is already developed with transmission access—and the cost of wind energy technology is 
only expected to get cheaper, while the cost of conventional generation is expected to get 
relatively more expensive due to fuel prices and emission controls. Wind capacity is replaced 
simply by assuming the wind capacity never decreases, i.e. the turbine capacity lasts 
indefinitely.7 This does introduce a small error that is currently ignored. At the time that retiring 
wind turbines are replaced, they will most likely be replaced by state-of-the-art turbines, which 
can be expected to produce more energy and power per land area, and have higher capacity 
factors and lower costs than the machines they replace. This upgrading is not currently accounted 
for. 
 
Similarly, storage (e.g., electrolyzers/hydrogen storage) at the wind site is assumed to be 
replaced immediately upon retirement. On the other hand, grid storage retires automatically 
when its assumed lifetime has elapsed. 
 
Retirements of conventional generation can be modeled either as a fraction of remaining capacity 
each period (gas plants), through exogenous specification of planned retirements (currently used 
for nuclear, hydro, and oil/gas steam plants), or economic retirements (coal plants built before 
2000).     
 
Gas-fired capacity retirements:  Because gas combustion turbines have been and continue to be 
used extensively as peaking plants, gas CT capacity retirement is assumed to have reached a 
steady state condition, best modeled by assuming a fixed fraction of existing capacity is retired 
each year. The fraction retired is set equal to 1/assumed plant operational lifetime.   
 
CONVRETCT,n = 2/ltimeCT * CONVOLDCT,n  
 
Where: 
 
 CONVRETCT,n is the gas CT capacity in PCA n retiring in this period  
 ltimeCT is the assumed operational lifetime in years of gas CT capacity—it is assumed 
that the fraction retired in each year of the two year period is 1/ltimeCT 
 CONVOLDCT,n is the existing gas CT capacity in PCA n at the start of this period 
 
After 2020, gas combined-cycle power plants are also retired at the fractional rate of 1/assumed 
plant operation lifetime. However, because such a high fraction of these plants were built in the 
four years between 2000 and 2004, the annual retirements between 2000 and 2020 are restricted 
to 1/20 of the capacity that existed before 2000. 
 
Nuclear, hydroelectricity, and oil/gas steam turbines:  In reality, the retirement of these plants is 
determined by a host of factors other than their operational viability and economics. Thus, in 
WinDS, where it is known that plants are scheduled to retire, that schedule is used. All capacity 
                                                 
7 In deciding whether to invest in wind, the model uses a 20-year evaluation period, i.e. the turbines are not assumed 
to last indefinitely. 



 

that does not have a scheduled retirement date is assumed to retire at a rate of 1/assumed plant 
operational lifetime. 
 
CONVRETn,q = PRETIREn,q  + 2/ltimeq * (CONVOLDn,q – REMSCHEDn,q)  
 
Where: 
 
 CONVRETn,q is the capacity in PCA n of type q retiring in this period  
 PRETIREn,q is the planned retirement in this period in PCA n of capacity of type q 
 ltimeq is the assumed operational lifetime in years of capacity of type q—it is assumed 
that the fraction retired in each year of the 2-year period is 1/ltimeCT 
 CONVOLDn,q is the existing capacity in PCA n of type q at the start of this period 
 REMSCHEDn,q is the remaining scheduled planned retirements in future periods in PCA 
n of capacity of type q  
 
Coal-fired capacity retirements:  Existing coal plants are retired based on both their assumed 
operational lifetimes and their variable operating costs relative to the costs of constructing and 
operating new gas combined-cycle plants. 
 
CONVRETn,q = [2/ltimeq / (1+(CONVRETkn_pgasn/ VCcoaln,q)3))] * CONVOLDn,q  
 
Where: 
 
 CONVRETkn_pgasn is the levelized cost of power from a natural gas combined-cycle 
plant in PCA n 
 VCcoaln,q is the variable cost of operating a coal plant in PCA n of type q in this period 
 
New coal plants are assumed to last beyond 2050, so there are no retirements of these plants.  



 

7. Financial parameters 
 
This section presents all the major financial parameters of WinDS.  It begins with general 
economic parameters that are used in the WinDS economic calculations. 
 
General Economic Parameters 
 
 d is a discount rate—as used in WinDS, it represents the annual investor return 
 dr is a real discount rate, i.e. the rate of return above inflation 
 dn is a nominal discount rate, i.e. the rate of return including inflation 
 E is the evaluation period or investment lifetime (years) 

PVAd,E is the present value of annual $1 payments for E years 
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 PVAname,d,E,n is the present value of annual fuel costs for technology q in PCA n 
escalating annually for E years. 
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CRFd,E is the capital recovery factor computed at discount rate d for E years, i.e. the 
fraction of the capital cost (CC) of an investment that must be returned each year to earn 
a rate of return equal to d if income taxes and financing are ignored. 
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  Or  

CRFd,E = 1/PVAd,E 
 
Financial Parameters Specific to Wind 
 
This subsection includes many of the cost parameters that are calculated for wind. 
 

CWc is the present value of the revenue required to pay for the capital cost of one MW of 
wind capacity ($/MW) including interest during construction, finance, and taxes 
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Where:   
 

WCCc is the overnight capital cost ($/MW) of the wind plant. WCCc can be either 
a direct input (IWLC=0) or calculated based on a production learning curve. 
(IWLC = 1). 

 
If learning-based improvements are allowed (ILC=1), then   

WCCc =WCCo*[(1-costinstfrac) 
*(1-learnparwind)^(log(WROW+WindCapT_delay/Wo)/log(2)) 

 + constinstfrac*(1-learnparwind)^(log(WindCapT_delay/W_UScapyr2000)/log(2))] 
 

Where:  
 
 WCCo is the overnight capital cost ($/MW) of wind without learning as input for 
the time period (i.e., includes any R&D driven changes over time, but not learning) 
 costinstfrac is the fraction of the capital cost associated with installation 

learnparwind is the learning parameter for wind, or the % reduction in the capital 
cost of wind for each doubling of the installed capacity 
 WROW is the wind capacity installed in the rest of the world T_delay periods 
ago 
 T_delay is the time required for learning to impact the market, i.e. the learning 
delay in periods between installations and cost reductions 
 WindCapT_delay  is the total national installed wind capacity T_delay periods ago 
 W_UScapyr2000 is the total national capacity in the year 2000 

Wo is the total world wind capacity in the year 2000 
 

IDC = multiplier to capture after-tax value of interest during construction  
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Where:  
 

CONSFt is the fraction of the capital cost incurred in year t of construction   
 ic is the construction loan nominal interest rate 
 CP is the construction period 
 

TR = combined federal and state marginal income tax rate 
FF = fraction of the plant capital cost financed. It can be input or calculated as 

shown below (see DSCR discussion) to ensure that the required debt service coverage 
ratio (DSCR) is met. 

 
PVDebt is the after-tax present value of debt payments.8 

                                                 
8 Closed-form expression for the after-tax present value of the loan payments 
Define Pt as the principal payment in year t, and i as the nominal interest rate, then the cost of the loan payments 
over the life L of the loan is: 



 

LdLiLdLi

L

t

t
ntt

nn
PVAiiCRFTRPVATRCRF

dITRPPVDebt

,,,,

1

'*)1/()(**)1(*

)1/())1((

+−+−=

+−+=∑
=   

Where: 
 

Pt is the principal portion of the finance payment made after the loan has been in place t 
years 

It is the interest portion of the finance payment made after the loan has been in place t 
years 

i = nominal interest rate for debt  
L = financing period 

 dn
’ = (1+dn)/(1+i) – 1 

      
 

ITCW = investment tax credit for wind 
PVDep is the present value of depreciation 
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Where: 
 

Depft = depreciation fraction in year t 
DP = depreciation period 

 
CWOMc is the present value of E years of operating costs including property taxes, 
insurance, and production tax credit ($/MW) 
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where: dn
’ = (1+dn)/(1+i) – 1 

 



 

Where:9   
 
WOMFc is the fixed annual O&M cost of class c wind ($/MW-yr) 
WOMVc is the variable O&M cost of class c wind ($/MWh) 
WPTC is the production tax credit ($/MWh) 
dr is the real discount rate (assumes WOMF, WOMC, and WPTC do not change 
in real terms, i.e. they increase at the same rate as inflation) 
PTCP is the period over which the production tax credit is received (years) 
E is the evaluation period 

 
 
CGg is the increase in turbine price over cost due to rapid growth in wind deployment 

CG1 = 0.01 
CG2 = (1-Cost_Inst_Frac)*CW6*GP*(BP2-BP1)/2 
CG3 = (1-Cost_Inst_Frac)*CW6*GP*(BP2-BP1+(BP3-BP2)/2) 
CG4 = (1-Cost_Inst_Frac)*CW6*GP*(BP3-BP1+(BP4-BP3)/2) 
CG5 = (1-Cost_Inst_Frac)*CW6*GP*(BP4-BP1+(BP5-BP4)/2) 
CG6 = (1-Cost_Inst_Frac)*CW6*GP*(BP5-BP1) 
 
 

Where: 
 

CW6 is the cost of a class 6 wind machine 
GP is the growth penalty for each percent growth above the breakpoint  
BPk are breakpoints that discretize the growth price penalty 

(1<BP1<BP2<BP3<BP4<BP5<BP6) 
 
CGinstginst is the increase in wind installation price over cost in growth bin ginst, due to rapid 
growth in wind deployment ($/MW)  

CGinst1 = 0.01 
CGinst2 = Cost_Inst_Frac*CW6*GPinst*(BP2-BP1)/2 
CGinst3 = Cost_Inst_Frac*CW6*GPinst*(BP2-BP1+(BP3-BP2)/2) 
CGinst4 = Cost_Inst_Frac*CW6*GPinst*(BP3-BP1+(BP4-BP3)/2) 
CGinst5 = Cost_Inst_Frac*CW6*GPinst*(BP4-BP1+(BP5-BP4)/2) 
CGinst6 = Cost_Inst_Frac*CW6*GPinst*(BP5-BP1) 
 
 

Where: 
GPinst is the growth penalty for each percent growth above the breakpoint  

 
 
 

                                                 
9 The use of a real discount rate in all the O&M calculations presumes that the O&M costs increase with inflation, 
i.e. that the real O&M cost is unchanging. 



 

Setting the Finance Fraction in WinDS 
 
The fraction of the capital cost of a wind farm that is financed can be input or endogenously 
estimated based on debt-service requirements. If calculated endogenously, the maximum fraction 
that can be financed is used. The fraction that can be financed is restricted by the Debt Service 
Coverage Ratio (DSCR). DSCR is the ratio of net pre-tax revenue to the debt payment 
(Debtpayment). WinDS assumes the net pre-tax revenue is equal to the revenue required to 
recover capital cost plus profit and tax benefits (e.g., production tax credit).   

 
tDebtpaymen)/ PVA*TR)-/(1CF*8760* WPTC (CW*CRF PTCP,dccE,d rn

+=DSCR  
Where:  
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Solving the DSCR equation for the finance fraction (which is embedded in CWc as well) yields 
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Financial Parameters Specific to Conventional Technologies 
 
This section includes many of the cost parameters that are calculated in WinDS for conventional 
technologies. Inasmuch as some of these are substantively the same as those calculated for wind, 
the reader will be referred to the above wind parameter subsection. 
 
CCONVq is the present value of the revenue required to pay for the capital cost of one MW of  

capacity of generating technology q ($/MW) including interest during construction, 
finance, and taxes. It is calculated in a manner analogous to that for wind. 
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Where: 
 

CCCq is the overnight capital cost ($/MW) of the generation plant. CCCq can be either a 
direct input (ILC=0) or calculated based on a production learning curve. (ILC = 1). 

 
If learning-based improvements are allowed (ILC=1), then   

 
CCCq =CCCo*(1-learnparq)^(log(CONVOLDdelayq/USCapyr2000q)/log(2)) 
  

 
 



 

Where:  
 
 CCCo is the overnight capital cost of generating technology q without learning as input 

for the time period (i.e., includes any R&D driven changes over time, but not learning) 
 CONVOLDdelayq  is the total national installed wind capacity learndelay periods ago 
 learndelay is the learning delay between installations and cost reductions 

USCapyr2000q is the total national capacity of generation technology q in the year 2000 
learnparq is the learning parameter for generation technology q or the % reduction in the 
capital cost for each doubling of the installed capacity 

  Lq is the economic lifetime of technology q (years) 
 FF is the finance fraction which must be input for conventional technologies (unlike the 

endogenous calculation option for wind described above) 
 See the calculation of CWc for the definition of the other inputs for CCCq 
 
CCONVVn,q is the present value of the variable cost of operating technology q in PCA n for E 
years 
 

eEdqnqEdqqn rr
qnPVAcheatrateFpricePVACVarOMCCONVV ,,,,, ),(*** +=   

Where:  
 

CvarOMq is the variable O&M cost for technology q ($/MWh) 
  Fpriceq,n is the cost of the input fuel ($/MMBtu) 
  cheatrateq is the heat rate for technology q 
 
CCONVFq is the present value of the fixed costs of operating technology q for E years ($/MW) 

CCONVFq = COMFq*PVAdr,E 
  

Where:  
 

COMFq is the annual fixed O&M cost for plant type q ($/MW-yr) 
 
CSRVn,q is the present value of the variable cost of spinning reserve provided for E years in PCA 
n ($/MWh). The cost represents the cost of operating the plant at part-load. A linear program 
cannot ordinarily capture part-load efficiency, because it is highly nonlinear with the level of 
operation. WinDS assumes that if spinning reserve is provided, the maximum amount is 
provided in the time slice, the plant is operating at MinSRq*CONVCAPq,n. Thus, the cost of 
spinning reserve can be estimated by solving the following for CSRVn,q: 
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Transmission Cost Parameters 
 
CCTn,p is the present value of transmitting 1 MWh of power for each of E years between PCAs 
n and p ($/MWh)  

 
CCTn,p = (Disn,p*TOCOST + POSTSTWCOST*PostStampn,p))*PVAdn,E 
  
Where: 

 
Disn,p is the distance in miles between the center of PCAs n and p  
TOCost is the cost per mile for using existing transmission lines ($/MWh-mile).  
POSTSTWCOST is the cost of using transmission that crosses a PCA ($/MWh) 
PostStampn,p is the number of PCAs that must be crossed to move from PCA n to 
PCA p. If p is not the same as n, PCA p is counted as one PCA to be crossed. 

 
TPCA_CGtpca_g is the difference between the price and cost of transmission in transmission 
growth bin tpca_g ($/MW-mile).  
 TPCA_CG1 = 0.01 

TPCA_CG2 = TNCost * TPCAGP * (TPCACC(TPCABP2) – TPCACC(TPCABP1))/2 
TPCA_CG3 = TNCost * TPCAGP * [(TPCACC(TPCABP2) – 

TPCACC(TPCABP1))+(TPCACC(TPCABP3) – TPCACC(TPCABP2))/2] 
TPCA_CG4 = TNCost * TPCAGP * [(TPCACC(TPCABP3) – 

TPCACC(TPCABP1))+(TPCACC(_TPCABP4) – TPCACC(TPCABP3))/2] 
TPCA_CG5 = TNCost * TPCAGP * [(TPCACC(TPCABP4) – 

TPCACC(TPCABP1))+(TPCACC(TPCABP5) – TPCACC(TPCABP4))/2] 
TPCA_CG6 = TNCost * TPCAGP * [TPCACC(TPCABP5) – TPCACC(TPCABP1)] 
 
Where: 

 
TPCA_GP is the percent increase in the cost of transmission for each percent growth 
over the base amount 
TPCACC(TPCABPk) is the fractional breakpoint associated with step k of the growth 

curve 
TPCACC(TPCABP5 ) > TPCACC(TPCABP4 ) > TPCACC(TPCABP3 ) > 

TPCACC(TPCABP2 ) > TPCACC(TPCABP1 > 1) 
 
 
 
CILA is the present value of the cost to a utility for 1 MW of interruptible load over the 
evaluation period of E years ($/MW) 

 
CILA = CIL * PVAdr,E 
 
Where CIL is the annual cost of one MW of interruptible service  

 



 

CILilg is the present value over the evaluation period of the cost of higher levels of interruptible 
load than the base level ($/MWh). A supply curve is used for each PCA to capture the cost of 
larger amounts of interruptible load supply. The subscript ilg denotes the discrete step of the 
supply curve.  For the ilg step of the supply curve, CILilg provides the additional cost of 
interruptible load over the base amount.  
 CIL1 = 0.01 

CIL2 = CILA * ILGP * (CIL_SC(ILBP2) – CIL_SC(ILBP1))/2 
CIL3 = CILA * ILGP * [(CIL_SC(ILBP2) – CIL_SC(ILBP1))+(CIL_SC(ILBP3) – 

CIL_SC(ILBP2))/2] 
CIL4 = CILA * ILGP * [(CIL_SC(ILBP3) – CIL_SC(ILBP1))+(CIL_SC(ILBP4) – 

CIL_SC(ILBP3))/2] 
CIL5 = CILA * ILGP * [(CIL_SC(ILBP4) – CIL_SC(ILBP1))+(CIL_SC(ILBP5) – 

CIL_SC(ILBP4))/2] 
CIL6 = CILA * ILGP * [CIL_SC(ILBP5) – CIL_SC(ILBP1)] 
 
Where: 
 ILGP is the fractional increase in the cost of interruptible load for each percent 

increase over the base amount 
CIL_SC(ILBPk) is the fractional breakpoint associated with step k of the supply curve 

(CIL_SC(ILBP5 > CIL_SC(ILBP4 > CIL_SC(ILBP3 > CIL_SC(ILBP2 > CIL_SC(ILBP1 > 1) 
 

 
Hydrogen Cost Parameters 
 
CGelectrolyzerhebp is the increase in growth step hebp in electrolyzer price over cost due to 
rapid growth in electrolyzer deployment ($/kg-year) 

CGelectrolyzer1 = 0.01 
CGelectrolyzer2 =   CCH2electrolyzer * GPElec*(EGR(HEBP2)-EGR(HEBP1))/2 
CGelectrolyzer3 =   CCH2electrolyzer * GPElec*(EGR(HEBP2)-

EGR(HEBP1)+(EGR(HEBP3)-EGR(HEBP2))/2) 
CGelectrolyzer4 =   CCH2electrolyzer * GPElec*(EGR(HEBP3)-

EGR(HEBP1)+(EGR(HEBP4)-EGR(HEBP3))/2) 
CGelectrolyzer5 =   CCH2electrolyzer * GPElec*(EGR(HEBP4)-

EGR(HEBP1)+(EGR(HEBP5)-EGR(HEBP4))/2) 
CGelectrolyzer6 =   CCH2electrolyzer * GPElec*(EGR(HEBP5)-EGR(HEBP1)) 
 
 
Where: 

CCH2electrolyzer is the cost of an electrolyzer ($/kg-yr) 
GPElec is the growth penalty for each percent growth above the breakpoint  
EGR(HEBPk) are breakpoints that discretize the growth price penalty 

1<EGR(HEBP1)<EGR(HEBP2)<EGR(HEBP3)<EGR(HEBP4)<EGR(HEB
P5)) 

 
CGSMRhsmrbp is the increase in growth step hsmrbp in the price of a steam methane reformer 
over cost due to rapid growth in steam methane reformer deployment ($/kg-year) 



 

CGSMR1 = 0.01 
CGSMR2 =   CCH2ng_reformer * GPSMR*(SMRGR(HSMRBP2)-

SMRGR(HSMRBP1))/2 
CGSMR3 =   CCH2 ng_reformer * GPSMR*(SMRGR(HSMRBP2)-

SMRGR(HSMRBP1)+(SMRGR(HSMRBP3)-SMRGR(HSMRBP2))/2) 
CGSMR4 =   CCH2 ng_reformer * GPSMR*(SMRGR(HSMRBP3)-

SMRGR(HSMRBP1)+(SMRGR(HSMRBP4)-SMRGR(HSMRBP3))/2) 
CGSMR5 =   CCH2 ng_reformer * GPSMR*(SMRGR(HSMRBP4)-

SMRGR(HSMRBP1)+(SMRGR(HSMRBP5)-SMRGR(HSMRBP4))/2) 
CGSMR6 =   CCH2 ng_reformer * GPSMR*(SMRGR(HSMRBP5)-

SMRGR(HSMRBP1)) 
 
 
Where: 
 

CCH2ng_reformer is the cost of a steam methane reformer ($/kg-yr) 
GPSMR is the growth penalty for each percent growth above the breakpoint  
SMRGR(HSMRBPk) are breakpoints that discretize the SMR growth price 

penalty 
1<SMRGR(HSMRBP1)<SMRGR(HSMRBP2)<SMRGR(HSMRBP3)<SM

RGR(HSMRBP4)<SMRGR(HSMRBP5)) 
 
CGFChfcbp is the increase in growth step hfcbp in the price of a steam methane reformer over 
cost due to rapid growth in steam methane reformer deployment ($/kg-year) 

CGFC1 = 0.01 
CGFC2 =   CCH2fuelcell * GPFC*(FCGR(HFCBP2)-FCGR(HFCBP1))/2 
CGFC3 =   CCH2 fuelcell * GPFC*(FCGR(HFCBP2)-

FCGR(HFCBP1)+(FCGR(HFCBP3)-FCGR(HFCBP2))/2) 
CGFC4 =   CCH2 fuelcell * GPFC*(FCGR(HFCBP3)-

FCGR(HFCBP1)+(FCGR(HFCBP4)-FCGR(HFCBP3))/2) 
CGFC5 =   CCH2 fuelcell * GPFC*(FCGR(HFCBP4)-

FCGR(HFCBP1)+(FCGR(HFCBP5)-FCGR(HFCBP4))/2) 
CGFC6 =   CCH2 fuelcell * GPFC*(FCGR(HFCBP5)-FCGR(HFCBP1)) 
 
 
Where: 
 

CCH2fuelcell is the cost of a steam methane reformer ($/kg-yr) 
GPFC is the growth penalty for each percent growth above the breakpoint  
FCGR(HFCBPk) are breakpoints that discretize the FC growth price penalty 

1<FCGR(HFCBP1)<FCGR(HFCBP2)<FCGR(HFCBP3)<FCGR(HFCBP4)
<FCGR(HFCBP5)) 

 



 

 Appendix A 
 

Variables and Parameters Used in WinDS 
 
Variable 
 

Units Description 

aj fraction The fraction of existing transmission line j 
capacity available to wind 

BASE_ELEC MW The national electrolyzer capacity at the start 
of the period 

BASE_FCELL MW The national fuel cell capacity at the start of 
the period 

BASE_SMR Kg/year The national SMR capacity at the start of the 
period 

BASETPCA MW The national transmission capacity at the start 
of the period 

BASE_WIND  MW The national wind capacity at the start of the 
period 

BASE_WINDinsti MW The region i wind capacity at the start of the 
period 

btechq  A binary parameter that is 1 if q is a base-
load technology and 0 otherwise 

c    integer Subscript indicating the wind class  
C   Generation from all conventional power 

plants that deliver power to NERC region r 
CAOMHtechnology name $/kWh or 

$/kg  
Present value of the variable O&M cost 
(including any production tax credit) for a 
unit of production (for hydrogen or storage 
technologies) in each year of the evaluation 
period  

Carboncost  ($/pound 
carbon) 

Cost of carbon emissions  

carbtaxmax $/ton carbon Ultimate carbon tax level  
ctaxdiscsum  Multiplier to convert annual cost of carbon to 

present value cost over the evaluation period 
CCCq  $/MW The turnkey capital cost per MW of  plant 

type q 
CCH2technology name $/MW or 

$/(kg/year) 
Capital cost of a hydrogen or storage 
technology 

CCONVFq  
 

$/MW 
 

The present value over the evaluation period 
of the fixed O&M costs of plant type q  

CCONVq  
 

 $/MW The capital cost of plant type q after 
accounting for taxes and finance 

CCONVVn,q $/MWh The present value of the variable operating 
and fuel costs for one MWh in each of E 
years in PCA n for technology q  



 

CCTn,p 
 

$/MWh The present value of transmitting 1 MWh of 
power for each of E years between PCA’s n 
and p  

CFc  
 

fraction 
 

Annual capacity factor of new onshore wind 
systems of class c in the time period being 
run 

CFcofdc fraction 
 

Annual capacity factor of new deep offshore 
wind systems of class c in the time period 
being run 

CFcofsc fraction 
 

Annual capacity factor of new shallow 
offshore wind systems of class c in the time 
period being run 

CF_corrc,i,m fraction Correction to the annual capacity factor for 
onshore wind for class c in region i for each 
time slice m  

CF_corrofdc,i,m fraction Correction to the annual capacity factor for 
deep offshore wind for class c in region i for 
each time slice m 

CF_corrofsc,i,m fraction Correction to the annual capacity factor for 
shallow offshore wind for class c in region i 
for each time slice m 

CF_corrpsc,i,s fraction Correction to the annual capacity factor for 
onshore wind for class c in region i for the 
peak time slice in season s  

CF_corrpsofdc,i,s fraction Correction to the annual capacity factor for 
deep offshore wind for class c in region i for 
the peak time slice in season s 

CF_corrpsofsc,i,s fraction Correction to the annual capacity factor for 
shallow offshore wind in region i for class c 
for the peak time slice in season s 

CF_corrsc,i,s fraction Correction to the annual capacity factor for 
onshore wind for class c in region i for 
season s  

CF_corrsofdc,i,s fraction Correction to the annual capacity factor for 
deep offshore wind for class c in region i for 
season s  

CF_corrsofsc,i,s fraction Correction to the annual capacity factor for 
shallow offshore wind for class c in region i 
for season s  

CfixOMHtechnology name $/MWh or 
$/kg H2 

Fixed O&M cost for a unit of production 
capacity (for hydrogen or storage 
technologies)  

CFOc,i  
 

fraction 
 

Average capacity factor of all existing (at the 
start of the current period) class c onshore 
wind on existing (at the start of the analysis 
time frame) lines in region i 



 

CFofsc  Capacity factor for new shallow offshore 
wind at a class c site 

CFofdc  Capacity factor for new deep offshore wind 
at a class c site 

CFOofdc,i fraction Average capacity factor of all existing (at the 
start of the current period) class c deep 
offshore wind on existing (at the start of the 
analysis time frame) lines in region i 

CFOofsc,i fraction Average capacity factor of all existing (at the 
start of the current period) class c shallow 
offshore wind on existing (at the start of the 
analysis time frame) lines in region i 

CFTOc,i  
 

fraction 
 

Average capacity factor of all existing (at the 
start of the current period) class c onshore 
wind on new (built in this period) lines in 
region i 

CFTOofdc,i 
 

fraction Average capacity factor of all existing (at the 
start of the current period) class c deep 
offshore wind on new (built in this period) 
lines in region i 

CFTOofsc,i fraction Average capacity factor of all existing (at the 
start of the current period) class c shallow 
offshore wind on new (built in this period) 
lines in region i 

CGelectroyzerhebp $/MW Increase in electrolyzer price over cost in 
growth bin hebp, due to rapid growth in 
electrolyzer deployment 

CGFChfcbp $/MW Increase in fuel cell price over cost in growth 
bin hfcbp, due to rapid growth in fuel cell 
deployment   

CGg  $/MW Increase in turbine price over cost in growth 
bin g, due to rapid growth in wind 
deployment  

CGinstginst  Increase in wind installation price over cost 
in growth bin ginst, due to rapid growth in 
wind deployment 

Cgridconnect  $/MW The cost of connecting a generator to the grid 
– excludes transmission spur cost 

CGSMRhsmrbp $/MW Increase in steam methane reformer price 
over cost in growth bin hsmrbp due to rapid 
growth in steam methane reformer 
deployment 

cheatrateq MBtu/MWh Heat rate for generator type q 
CHEFFtechnology name MWh/kg or 

kg/MWh or 
kg/MBtu 

Efficiency of hydrogen/storage  



 

CILilg $/MW Present value of the additional cost of 
interruptible load beyond the base cost (see 
CILA) in step ilg of the interruptible load 
supply curve 

CILn   
 

$/MWh Present value over the evaluation period of 
the base cost of interruptible load in PCA n  

CILA  $/MW CILA is read in as the annual base cost of one 
MW of interruptible service and is converted 
to the present value of the base cost of one 
MW of interruptible service purchased in 
each year of the evaluation period 

CIL_SC(ILBPk) fraction The fractional breakpoint associated with 
step k of the supply curve 

classc,i  Binary parameter that indicates whether class 
c onshore wind in region i that uses existing 
(at the start of the analysis time frame) 
transmission is the best onshore wind to 
consider in this time period 

classofdc,i  Binary parameter that indicates whether class 
c deep offshore wind in region i that uses 
existing (at the start of the analysis time 
frame) transmission is the best deep offshore 
wind to consider in this time period 

classofsc,i  Binary parameter that indicates whether class 
c shallow offshore wind in region i that uses 
existing (at the start of the analysis time 
frame) transmission is the best shallow 
offshore wind to consider in this time period 

classTc,i  Binary parameter that indicates whether class 
c onshore wind in region i that uses new 
(installed in this time period) transmission is 
the best onshore wind to consider in this time 
period 

classTofdc,i  Binary parameter that indicates whether class 
c deep offshore wind in region i that uses 
new (installed in this time period) 
transmission is the best deep offshore wind to 
consider in this time period 

classTofsc,i  Binary parameter that indicates whether class 
c shallow offshore wind in region i that uses 
new (installed in this time period) 
transmission is the best deep offshore wind to 
consider in this time period 

Coal_old_prevn,q MW The capacity of coal-fired generation in PCA 
n of type q at the end of the previous two-
year period  



 

Coal_old_prevcoal-old-1,n MW The capacity of coal-fired generation with 
scrubbers that existed before the analysis 
time frame in PCA n that was still operating 
at the end of the previous two-year period 

Coal_old_prevcoal-old-2,n MW The capacity of coal-fired generation without 
scrubbers that existed before the analysis 
time frame in PCA n that was still operating 
at the end of the previous two-year period  

coalowsuln,coal-old-1 MWh Total conventional generation from coal-fired 
generation with scrubbers that existed before 
the analysis time frame in PCA n using low-
sulfur coal 

coalowsuln,coal-old-2 MWh Total conventional generation from coal-fired 
generation without scrubbers that existed 
before the analysis time frame in PCA n 
using low sulfur coal 

coalowsuln,q MWh Total conventional generation from coal 
plants of type q in PCA n using low-sulfur 
coal 

coallowsulinccostn $/MMBtu The additional cost of low sulfur coal relative 
to high-sulfur coal in PCA n 

coallowsulpolred tons/MWh The delta (tons) in SO2 emissions per MWh 
between high sulfur and low sulfur coal 

COMFq $/MW-yr The annual fixed O&M cost for plant type q  
CONSFt  
 

fraction 
 

The fraction of the capital cost in year t of 
construction 

CONTRACTCAPn,p MW The electric capacity contracted by PCA p to 
be received from PCA n 

CONVCAPn,q MW A variable for the capacity of generator type 
q installed in PCA n 

CONVCAPCq MW The effective load-carrying capability of 
conventional capacity type q 

CONVCAPin,q  
 

 The existing conventional capacity in 
interconnect in of type q  

CONVGENm,n,q MW A variable for the capacity of generator type 
q operating during time slice m in PCA n 

CONVPGENm,n,q MW A variable for the capacity of generator type 
q operating in peak time slice m in excess of 
the generation by type q in non-peak time 
slices (CONVPGENm,n,q will be zero for off-
peak time slices). 

CONVOLDn,q MW Capacity in PCA n of generator type q at the 
end of the previous time period 

CONVpolpol,q Lb/MWh or 
ton/MWh 

Emission of pollutant pol with each MWh of 
generation by technology q 

CONVRETn,q MW The capacity in PCA n of generator type q 



 

retired in this period.   
CONVRETkn_pgasn  
 

 The levelized cost of power from a natural 
gas combined-cycle plant in PCA n 

CONVTm,n,p  
 

MW 
 

Variable for the conventional capacity in time 
slice m transmitted from PCA n to PCA p  

CORRc,i,cc,ii,r  The correlation between class c wind in 
region i and class cc wind in region ii.   

COVARc,i,cc,ii,r  
 

 The covariance between class c wind in 
region i and class cc wind in region ii 

costinstfrac  fraction The fraction of the capital cost of wind 
associated with installation 

CP  The construction period 
cpopc,i  A multiplier on the capital cost of 

transmission lines for wind to account for 
increased siting/land costs in highly 
populated areas. The value varies between 1 
and 2 as a linear function of population 
density in the vicinity of class c wind sites in 
region i 

CQS  $/MW The cost to modify a combustion turbine to 
provide a quick-start capability 

CRFd,E 
 

 The capital recovery factor computed at 
discount rate d for E years, i.e. the fraction of 
the capital cost of an investment that must be 
returned each year to earn a rate of return 
equal to d if income taxes and financing are 
ignored 

cslopec,i degree Terrain slope for class c wind sites in region i 
cslopeTcostfactor  Fractional increase in transmission capital 

cost for each degree of terrain slope 
cslopeWcostfactor  Fractional increase in wind capital cost for 

each degree of terrain slope 
CSRVn,q  
 

$/MWh 
 

The present value over E years of the 
operating and fuel cost of spinning reserve in 
PCA n of type q  

cur_year  The first year of the two-year period for 
which the optimization is being performed.  
Cur_year is always the even-numbered year 

CvarOMq $/MWh The variable O&M cost for technology q  
CWc $/MW Capital cost of class c onshore wind 

including cost reductions through learning-
by-doing, and the present value of taxes and 
financing 

CWcofsc $/MW Capital cost of class c shallow offshore wind 
including cost reductions through learning-
by-doing, and the present value of taxes and 



 

financing. 
CWcofdc $/MW Capital cost of class c deep offshore wind 

including cost reductions through learning-
by-doing, and the present value of taxes and 
financing. 

CWOMc  $ / MW The present value of E years of fixed and 
variable operating costs for class c onshore 
wind including production tax credits  

CWOMcofsc $ / MW The present value of E years of fixed and 
variable operating costs for class c shallow 
offshore wind including production tax 
credits  

CWOMcofdc $ / MW The present value of E years of fixed and 
variable operating costs for class c deep 
offshore wind including production tax 
credits  

d fraction Discount rate 
Depft fraction Depreciation fraction in year t 
DEretper  The period during which the older remaining 

(i.e, not yet retired) distributed electrolyzers 
were constructed 

DISFCELL_CAPn MW Variable for new distributed fuel cell capacity 
within PCA n using hydrogen from 
distributed electrolyzers  

DISFCELL_CAP_OLDn,t  Distributed fuel cell capacity built in PCA n 
in period t using hydrogen from distributed 
electrolyzers 

disi,j miles 
 

Distance between the center of regions i and j 

disp,n miles Distance between the center of PCAs p and n 
dn  fraction Nominal discount rate  
DP  years Depreciation period for income tax purposes 
dr fraction Real discount rate 
E  years The evaluation period or investment lifetime 
Ecostescaln,q  
 

 Annual real price escalation of fuel used by 
technology q in PCA n 

EGR(HEBPk) 
 

 Breakpoints that discretize the growth price 
penalty 

ELEi MW Variable for the new storage conversion (e.g., 
electrolyzers/hydrogen storage) capacity at 
the onshore wind site in region i 

fcellcapacityi MW Variable for new generator (e.g., fuel cell) 
capacity fueled by the storage medium (e.g., 
hydrogen) produced from onshore wind in 
region i 



 

fcelldestn,s MWh Variable for electricity consumed in PCA n 
in season s generated from generators (e.g., 
fuel cells) fueled by stored energy (e.g., 
hydrogen) from new wind  

fcelldestoldn,s MWh The generator (e.g., fuel cell) output in 
season s from wind-sited generators fueled by 
stored energy (e.g., fuel cells) built in 
previous periods that ship power to PCA n 

fcell_inregion c,j,s MWh Variable for electricity generated from new 
generators fueled by stored energy (e.g., fuel 
cells fueled by hydrogen) from new class c 
wind resources in wind supply region j for 
use in the same wind demand region j during 
season s  

fcelli,r,s MWh Variable for electricity generated from new 
generators fueled by stored energy (e.g., fuel 
cells using hydrogen) from wind in wind 
supply region i for use in NERC region r 
during season s 

FCretper  Period during which the older remaining (i.e. 
not yet retired) fuel cells were constructed  

FCGR(HFCBPk)  Breakpoints that discretize the fuel cell 
growth price penalty 

FF  
 

fraction 
 

Fraction of the capital cost of a plant that is 
financed  

Foq fraction Forced outage rate for generator type q 
Fpriceq,n  $/MMBtu The cost of the input fuel  
GPElec  
 

 The growth penalty for electrolyzers for each 
percent growth above the breakpoint 

GPFC 
 

 The growth penalty for fuel cells for each 
percent growth above the breakpoint 

GPSMR 
 

 The growth penalty for steam methane 
reformers for each percent growth above the 
breakpoint 

Gtg fraction A fractional multiplier on the national wind 
capacity that defines the national wind 
capacity in step g of the wind turbine price 
multiplier for rapid growth 

Gtinstginst fraction A fractional multiplier on the wind capacity 
in a region that defines the region’s wind 
capacity in step ginst of the wind installation 
price multiplier for rapid growth  

grid_2_welectrolysisi,m MWh Grid-supplied electricity to new storage (e.g., 
electrolyzers/hydrogen storage) at grid-
connected wind farms in region i in time slice 
m 



 

grid_2_welectrolysis_inregioni,m MWh Grid-supplied electricity to new storage (e.g., 
electrolyzers/hydrogen storage) at wind farms 
in region i in time slice m whose electric 
generation is used within the region 

H2energy    Annual production of energy for storage 
(e.g., hydrogen) 

H2energy_summerday  
 

 Energy produced for storage during a 
summer day (e.g., hydrogen) 

H2_loadprofilem fraction Fraction of annual hydrogen production from 
nonwind production technologies that occurs 
in time slice m 

h2stored_summerdayi  Energy storage capacity (e.g., 
electrolyzers/hydrogen storage) required to 
meet the on-peak operation of the generators 
operated from storage (e.g., fuel cells) at 
wind sites in region i 

H2PRICE $/kg Price that hydrogen will receive in the 
marketplace in this time period 

H2_prodnhours  The number of hours that nonwind hydrogen 
production facilities are operated each year  

H2storagecapacityi  Variable for new hydrogen storage capacity 
in region i 

H3  The peak time slice in the summer season 
HEGBINhebp MW Variable for new national storage-conversion 

process (e.g., electrolyzer) capacity in growth 
bin hebp 

HEGBINCAPhebp fraction Fractional growth in national storage-
conversion process (e.g., electrolyzer) 
capacity in growth step hebp 

Hen MWHr  Annual hydro energy available in PCA n 
HFCGBINhfcbp MW 

 
Variable for new national generator capacity 
fueled from storage (e.g., fuel cell) in growth 
bin hfcbp 

HFCGBINCAPhfcbp fraction 
 

Fractional growth in national conversion-
storage capacity (e.g., electrolyzer/hydrogen 
storage) in growth step hfcbp 

hfdemandj Kg/year Maximum annual demand for hydrogen as a 
transportation fuel for light-duty vehicles in 
region j in the base year 

hfdemand_escal fraction 
 

Annual escalation in the demand for light-
duty vehicle fuels 

hfdj kg Variable for hydrogen fuel produced by new 
wind installations connected to the grid for 
consumption in region j 

hfdiselec_2_fcellj,m kg Variable for hydrogen fuel produced by both 
new and old distributed electrolyzers in 



 

region j in time slice m for storage for later 
use in a fuel cell 

hfdiselecj kg Variable for hydrogen fuel produced by both 
new and old distributed electrolyzers in 
region j for use as a transportation fuel 

HF_DISELEC_CAPj MW Variable for new distributed conversion to 
storage capacity (e.g., electrolyzer/hydrogen 
storage) powered by the grid and located in 
region j 

HF_DISELEC_CAPOLDj,t MW The distributed conversion (e.g., electrolyzer) 
capacity built in period t in region j 

hfdoldj Kg Hydrogen transportation fuel supplied by all 
remaining hydrogen production facilities 
built in prior periods 

hf_inregionc,hscp,i Kg Variable for hydrogen fuel produced from 
class c wind from step hscp in region i for the 
supply curve that provides the cost of 
hydrogen fuel shipment from wind in the 
region to city load centers within the same 
region i 

hf_inregion_costc,hscp,j $/kg Cost associated with step hscp for the 
shipment of hydrogen fuel from a class c 
wind site within region i to a city within the 
region 

hfsi kg A variable for the hydrogen fuel produced in 
region i from new onshore wind installations 
that are connected to the grid 

hfi,j kg A variable for hydrogen fuel shipped to 
region j from new onshore wind installations 
in region i that are connected to the grid 

HF_STEAMREF_CAPj Kg/year A variable for new steam methane reformer 
capacity in region j 

HF_STEAMREF_CAPOLDj,t Kg/year The SMR capacity built in period t in region j 
hfsteamrefj kg A variable for hydrogen fuel produced by 

both new and old steam methane reformers in 
region j 

Hm Hr The number of hours in a year in time slice m 
HSMRGBINhsmrbp Kg/year Variable for new national steam methane 

reformer capacity in growth bin hsmrbp 
HSMRGBINCAPhsmrbp fraction 

 
Fractional growth in national steam methane 
reformer capacity in growth step hsmrbp 

i  integer Subscript indicating a wind supply region.   
ic fraction The construction loan interest rate 
IDC 

 
 Multiplier to capture after-tax value of 

interest during construction 
ILn MW Interruptible load in PCA n 



 

ILGtILG  
 

 The fraction of peak demand in step ILG of 
the supply curve 

ILGP 
 

fraction The fractional increase in the cost of 
interruptible load for each percent increase 
over the base amount 

ILtilg,n MW Interruptible load used in PCA n from supply 
curve step ilg 

In  fraction Nominal interest rate for debt  
ind_elec_adder $/MWh Additional cost beyond the wholesale cost for 

delivering grid electricity to distributed 
electrolyzers and electrolyzers at the wind 
site 

inf  fraction Inflation rate  
It 
 

 The interest portion of the finance payment 
made after the loan has been in place t years 

ITCW $ Investment tax credit for wind  
IWSurplusc,i,in  
 

fraction Fraction of wind from a class “c” site in 
region “i” that is supplied to interconnect 
“in” that cannot be used because there is 
excess generation 

IWSurplusMarc,i,in fraction The fraction of wind generation lost from the 
next unit of class c wind installed in region i 
because there is no remaining load to be met 
by the wind in interconnect in 

IWSurplusOldin  The fraction of wind generation lost from all 
the wind installed to date in interconnect in 
because there is no remaining load to be met 
by the wind in interconnect in 

j integer Subscript indicating a wind supply/demand 
region 

L years Loan period  
Lm,n MW The load in time slice m in PCA n 
loadgrowthn  The annual rate of load growth for PCA n 
lowsulcoaloldn,q MWh Variable for the amount of electricity 

generated from low-sulfur coal in PCA n by 
coal technology q in the previous 2-year time 
period 

learnparq  fraction The learning parameter for wind or the 
reduction in the capital cost of wind for each 
doubling of the installed capacity  

LPpol tons/year or 
lbs/year 

The national annual cap on pollutant pol  

Lq  years The economic lifetime of technology q 
ltimeq   The assumed operational lifetime in years of 

capacity of type q  



 

LW  years Lifetime of the wind plant10 
m integer Subscript for the time slice 
m’ and m”  The shoulder time slices within each season 

(summer, winter, spring, and fall)  
MINSRq  
 

fraction 
 

The fraction of each type of plant q that must 
be on line and loaded in order to serve as 
spinning reserve  

Mn,p  Zero-one parameter indicating whether PCAs 
n and p are within 600 miles of one another 

MTDF  Must-run conventional capacity, defined as 
existing available (i.e., not in a forced outage 
state) coal and nuclear capacity times a 
minimum turn down fraction 

MW_inregion_disc,escp,j $/MWh Levelized cost from the escp step of the 
supply curve for the cost of building a 
transmission line from a class c onshore wind 
site to a load center within region i 

MW_inregion_disofdc,escpofd,j $/MWh Levelized cost from the escpofd step of the 
supply curve for the cost of building a 
transmission line from a class c deep offshore 
wind site to a load center within region i 

MW_inregion_disofsc,escpofs,j $/MWh Levelized cost from the escpofs step of the 
supply curve for the cost of building a 
transmission line from a class c shallow 
offshore wind site to a load center within 
region i 

NERCRmr  Reserve margin requirement in NERC region 
r 

NOR2r  
 

 The variance of the usual operating reserve 
requirement in NERC region r 

Norfrac    The normal operating reserve fraction per 
MW of load 

Norhydro   The amount by which the operating reserve 
can be reduced for each MW of 
hydroelectricity in the region 

NORr  Normal operating reserve standard deviation 
in NERC region r 

numhoursbyseasons  Number of hours in season s 
numpeakhoursbyseasons  Number of peak hours in season s 
old_grid_2_welectrolysisi,m  Electricity from the grid in region i consumed 

in time slice m by wind-sited electrolyzers 
built in previous periods 

optimemm  Off-peak time slice mm 

                                                 
10 The wind lifetime is used to adjust the capital cost by the ratio of CRF(d,E)/CRF(d,LW) to account for any 
difference in lifetimes between wind and the economic evaluation period, E. 



 

ordyear years Year of the optimization minus 2000 (i.e, the 
number of years since the beginning of the 
simulation) 

PCAdmdPKn  Peak demand in PCA n in 2000 
PCOSTFRACq 1+fraction Multiplier on operating/fuel cost associated 

with the operation of a thermal base-load unit 
at a higher level during the peak period than 
in the shoulder periods, e.g. cycling, ramping 
costs 

Pn  MW Peak load in PCA n 
Pt  
 

 The principal portion of the finance payment 
made after the loan has been in place t years 

POSTSTWCOST $/MWh Cost for transmitting power across a PCA 
PostStampi,j integer Number of PCAs between wind regions i and 

j that must be crossed for wind power to be 
transmitted from i to j 

PostStampn,p integer Number of PCAs between PCAs n and p that 
must be crossed for power to be transmitted 
from n to p 

PRETIREn,q  The planned retirement in this period in PCA 
n of capacity of type q 

PTCP 10 / years Production tax credit period (use 10) 
ptimem  A binary constant equal to 1 when m is a 

peak-load time slice, 0 otherwise 
PVAd,E  Present value of annual $1 payments for E 

years 
PVAname,d,E,n  Present value of annual fuel costs for 

technology q in PCA n escalating annually 
for E years 

PVDebt  The after-tax present value of debt payments 
PVDep   The present value of depreciation 
QSn,q MW A variable for the capacity of type q in PCA 

n that has been modified to provide quick 
start capability   

RegDmdj,m  The electric load in region j in each hour of 
time slice m in the year 2000  

REMSCHEDn,q  
 

 The remaining scheduled planned retirements 
in future periods in PCA n of capacity of type 
q 

resconfint  Operating reserve minimum expressed in 
terms of the number of standard deviations of 
operating reserve required 

RPSFrac fraction National Renewable Portfolio Standard level 
expressed as a fraction of annual national 
electric generation 



 

RPSSCost $/MWh Penalty imposed on utilities for not meeting 
the national RPS requirement 

RPS_Shortfall MWh A variable for the additional amount of wind 
generation needed to meet the national RPS 
requirement beyond that supplied  

SMRGR(HSMRBPk)   Breakpoints that discretize the SMR growth 
price penalty 

SMRretper  The period during which the older remaining 
(i.e not yet retired) SMR were constructed 

SRm,n,q MWh Spinning reserve capacity during time period 
m in PCA n from technology q 

steam_ref_emisspol tons or 
pounds 

Emissions of pollutant pol per MMBtu of gas 
input to steam methane reforming 

ST_RPSSCoststates $/MWh Penalty imposed on utilities for not meeting 
the RPS requirement in states 

ST_RPS_Shortfallstates MWh A variable for the additional amount of wind 
generation needed to meet the RPS 
requirement beyond that supplied in states 

T_delay  
 

 The time required for learning to impact the 
market, i.e. the learning delay in periods 
between installations and cost reductions 

TLOSS fraction Fraction of conventional power lost in each 
mile of transmission 

Tk MW Capacity of transmission line k 
TNCost $/MW-mile Cost of new transmission lines 
TNWCost $/MW-mile Cost of new wind transmission lines 
TOCost $/MWh-mile Cost of transmission on existing lines 
TOWCost $/MWh-mile Cost of wind transmission on existing lines 
TPCA_CGtpca_g $/MW-mile Difference between the price and cost of new 

transmission, due to rapid growth in 
transmission installations 

TPCA_Cttpca_g MW A variable for the new transmission capacity 
in growth bin tpca_g 

TPCA_Gttpca_g  A fractional multiplier of the national 
transmission (MW) capacity 
BASETPCA used to establish the size of 
growth bin tpca_g 

TPCA_GP 
 

 The percent increase in the cost of 
transmission for each percent growth over the 
base amount 

TPCANn,p MW New transmission line capacity built to carry 
new generation between PCA n and PCA p 

TPCAOn,p MW The transmission capacity between n and p 
that existed at the start of the period.  

TR fraction Combined federal and state income tax rate  



 

TRj MW  Capacity of transmission lines crossing the 
boundaries of wind supply region j 

TWLOSS fraction The fraction of wind power lost in each mile 
of transmission. 

VCcoaln,q   The variable cost of operating a coal plant of 
type q in PCA n this period 

WCCc $/MW The overnight capital cost of a class c wind 
plant 

WCtg MW A variable for new onshore national wind 
turbine capacity in bin g; used for estimating 
the increase in wind turbine price with rapid 
world growth 

WCtinstginst,i MW A variable for new onshore wind turbine 
capacity from bin ginst in region i; used for 
estimating the increase in installation costs 
with rapid regional growth 

WCVmarc,i,r fraction (Wind Capacity Value – marginal) The 
effective load-carrying capacity of 1 MW at a 
new wind farm at a class c site in region i 
delivered to NERC region r 

WCVoldr fraction (Wind Capacity Value – old) The effective 
load-carrying capacity of all the wind 
capacity installed in previous periods whose 
generation is transmitted to NERC region r  

WELEC_inregionc,escp,i MW A variable for new onshore wind turbine 
capacity from a class c wind site within 
region i from step escp of  the supply curve 
for transmission costs that is transmitted on 
new transmission lines to a load center also 
within region i 

WELEC_inregionofdc,escpofd,i MW A variable for new deep offshore wind 
turbine capacity from a class c wind site 
within region i from step escpofd of  the 
supply curve for transmission costs that is 
transmitted on new transmission lines to a 
load center also within region i 

WELEC_inregionofsc,escpofs,i MW A variable for new shallow offshore wind 
turbine capacity from a class c wind site 
within region i from step escpofs of  the 
supply curve for transmission costs that is 
transmitted on new transmission lines to a 
load center also within region i 

wind_2_electrolysisc,i,s MWh A variable for class c onshore wind 
generation from new wind turbines that 
connect to the grid (not directly to load-
distribution systems) supplied to a new 



 

conversion to storage process (e.g., 
electrolyzer/hydrogen storage) in region i in 
season s 

wind_2_electrolysis_inregionc,i,s MWh A variable for onshore wind-generated 
electricity in season s from class c new 
turbines in region i that goes to storage (e.g., 
electrolyzer/hydrogen storage)  at a wind site 
that is not connected to the grid, but is 
connected by new lines directly to the 
distribution system at a load center 

WindCapT_delay   
 

 The total national installed wind capacity 
T_delay periods ago 

WNi,j MW A variable for new onshore wind turbine 
capacity in region i that is transmitted to 
region j by connecting to the existing 
transmission grid  

WNofdi,j MW A variable for new deep offshore wind 
turbine capacity in region i that is transmitted 
to region j by connecting to the existing 
transmission grid  

WNofsi,j MW A variable for new shallow offshore wind 
turbine capacity in region i that is transmitted 
to region j by connecting to the existing 
transmission grid   

WNSCi,wscp MW A variable for new onshore wind turbine 
capacity to be connected to the grid in region 
i from step wscp of the supply curve, which 
provides the cost of building transmission 
from region i to the grid 

WNSCofdi,wscpofd MW A variable for new deep offshore wind 
turbine capacity to be connected to the grid in 
region i from step wscpofd of the supply 
curve, which provides the cost of building 
transmission from region i to the grid 

WNSCofsi,wscpofs MW A variable for new shallow offshore wind 
turbine capacity connected to the grid in 
region i from step wscpofs of the supply 
curve, which provides the cost of building 
transmission from region i to the grid 

WOc,i,j 
 

MW Existing (from the preceding time period) 
class c onshore wind on existing (at start of 
the simulation) transmission lines from 
region i to region j  

WOofdc,i,j MW Existing (from the preceding time period) 
class c deep offshore wind on existing (at 
start of the simulation) transmission lines 



 

from region i to region j  
WOofsc,i,j MW Existing (from the preceding time period) 

class c shallow offshore wind on existing (at 
start of the simulation) transmission lines 
from region i to region j  

WOMFc  $/MW-yr  Fixed annual O&M cost of class c wind  
WOMVc  $/MWh Variable operating cost of class c wind 
wor2factor  
 

 A multiplier on the wind variance to provide 
the appropriate impact on operating reserve 
requirements 

WORmarc,i,r  The operating reserve requirement induced 
by the marginal addition of one MW of class 
c wind in region i that is consumed in NERC 
region r 

WORoldc,r   The average operating reserve induced per 
MW of existing class c wind that is 
consumed in NERC region r  

WORoldr  The operating reserve requirement induced 
by all wind installed in previous periods that 
contributes to NERC region r 

WPTC $/MWh  Wind federal production tax credit 
WR2Gc,i,wscp MW New onshore class c wind resource in region 

i available at interconnection cost step wscp  
WR2Gofdc,i,wscpofd MW New deep offshore class c wind resource in 

region i available at interconnection cost step 
wscpofd 

WR2Gofsc,i,wscpofs MW New shallow offshore class c wind resource 
in region i available at interconnection cost 
step wscpofs 

WR2GPTSc,i,wscp $/MW Cost of building transmission interconnect to 
the grid for class c onshore wind resource in 
region i in supply curve step wscp 

WR2GPTSofdc,i,wscp $/MW Cost of building transmission interconnect to 
the grid for class c deep offshore wind 
resource in region i in supply curve step 
wscpofd 

WR2GPTSofsc,i,wscp $/MW Cost of building transmission interconnect to 
the grid for class c shallow offshore wind 
resource in region i in supply curve step 
wscpofs 

WROW 
 

 The wind capacity installed in the rest of the 
world T_delay periods ago 

WRUCc,i MW Class c onshore wind resource in region i  
WRUCofdc,i MW Class c offshore deep wind resource in  

region i 
WRUCofsc,i MW Class c offshore shallow wind resource in 



 

region i 
WS j,m MW A variable for the amount by which the wind 

power supplied to region j exceeds the 
electricity demand in region j in time slice m 

WTn,p MW A variable for the new wind transmitted from 
PCA n to PCA p11   

WTNi,j MW A variable for new onshore wind capacity in 
region i that is transmitted to region j by a 
new transmission line built for and dedicated 
to wind transmission 

WTNofdi,j MW A variable for new deep offshore wind 
capacity in region i that is transmitted to 
region j by a new transmission line built for 
and dedicated to wind transmission 

WTNofsi,j MW A variable for new shallow offshore wind 
capacity in region i that is transmitted to 
region j by a new transmission line built for 
and dedicated to wind transmission 

WTOc,i,j  MW Existing (at start of this time period) class c 
onshore wind on new transmission lines from 
region i to region j  

WTOofdc,i,j MW Existing (at start of this time period) class c 
deep offshore wind on new transmission lines 
from region i to region j 

WTOofsc,i,j MW Existing (at start of this time period) class c 
shallow offshore wind on new transmission 
lines from region i to region j 

Wtur_inregionc,i MW A variable for new onshore wind turbine 
capacity whose transmitted electricity will 
move on new transmission lines dedicated to 
wind from a class c wind site within region i 
to a load center also within region i 

Wtur_inregionofdc,i MW A variable for new deep offshore wind 
turbine capacity whose transmitted electricity 
will move on new transmission lines 
dedicated to wind from a class c wind site 
within region i to a load center also within 
region i 

Wtur_inregionofsc,i MW A variable for new shallow offshore wind 
turbine capacity whose transmitted electricity 
will move on new transmission lines 

                                                 
11 Without this variable, WinDS will ship power from wind supply region i to the closest wind demand region j; and, 
from there, continue to ship it as conventional power to other PCAs where generation is needed. The problem with 
this is that if new lines are required for this extended wind transmission to a different PCA, the wind will not have to 
pay for a dedicated transmission line, i.e. the transmission line cost will be spread over more hours than only those 
during which the wind blows. 



 

dedicated to wind from a class c wind site 
within region i to a load center also within 
region i 

WturNi,wscp MW A variable for new onshore wind turbine 
capacity able to be connected to existing 
transmission lines from region i at a cost 
associated with step wscp of the transmission 
supply curve 

WturNofdi,wscpofd MW A variable for new deep offshore wind 
turbine capacity able to be connected to 
existing transmission lines from region i at a 
cost associated with step wscpofd of the 
transmission supply curve 

WturNofsi,wscpofs MW A variable for new shallow offshore wind 
turbine capacity able to be connected to 
existing transmission lines from region i at a 
cost associated with step wscpofs of the 
transmission supply curve 

WturOc,i MW Existing (”O”ld) (from the preceding time 
period) class c onshore wind transmitted on 
existing lines from region i 

WturOofdc,i MW Existing (”O”ld) (from the preceding time 
period) class c deep offshore wind 
transmitted on existing lines from region i 

WturOofsc,i MW Existing (”O”ld) (from the preceding time 
period) class c shallow offshore wind 
transmitted on existing lines from region i 

WTturOc,i MW Existing (”O”ld) (from the preceding time 
period) class c wind transmitted on new 
transmission lines from region i 

WTturOofdc,i MW Existing (”O”ld) (from the preceding time 
period) deep offshore wind on new 
transmission lines  

WTturOofsc,i MW Existing (”O”ld) (from the preceding time 
period) shallow offshore wind on new 
transmission lines  

WturTNi MW A variable for new onshore wind turbine 
capacity that can be transmitted only on new 
transmission lines dedicated to wind 
transmission from region i to another region 

WturTNofdi MW A variable for new deep offshore wind 
turbine capacity that can only be transmitted 
on new transmission lines dedicated to wind 
transmission from region i to another region 

WturTNofsi MW A variable for new shallow offshore wind 
turbine capacity that can only be transmitted 



 

on new transmission lines dedicated to wind 
transmission from region i to another region 

W_UScapyr2000   The total national wind capacity in the year 
2000 

γ 1.96 Confidence interval parameter (95%) 
 
  
 
 



 

Appendix B 
 
 
Geographic Information System (GIS) Calculations 
 
Using Geographic Information Systems (GIS), a preliminary optimization is performed outside 
and prior to the linear programming model to construct a supply curve for onshore wind, shallow 
offshore wind, and deep offshore wind for each region i and wind class c.   
 
The pre-optimization has the form: 
 
Minimize ∑∑ ++

k
k

kihcl
lchiklchikcl DMWTCGC **)(
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,    

 
Where: 
  
 GCl,c is the levelized cost of generation from a wind farm of type l (onshore, offshore 
shallow, and offshore deep) at a class c wind resource site 

TClchik is the levelized cost of building a transmission spur for class c wind of type l from 
grid square h in region i to transmission line k  

Wlchik is class c wind of type l transported from grid square h in region i on transmission 
line k. 

M is a large number (very high cost) 
Dk is a dummy variable to ensure feasibility in the constraint below 

 
Subject to: 

kkk
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where: ak is the fraction of the capacity (Tk) of line k available 
 
 

Using the results of this pre-optimization, supply curves are constructed for each region i, for 
each type of wind resource l (onshore, shallow offshore, and deep offshore) and for each class of 
wind resource within that type. Each supply curve is made up of four wind resource/cost pairs 
identified by the subscript wscp where wscp takes on the values 1 through 4. The amount of wind 
resource in each step is set initially so that for each type of wind l: 

∑=
kh,

lchikwscpwscpi,c,l, W* f  WR2G  

 
where f1 = 0.10 
 f2 = 0.20 
 f3 = 0.30 
 f4 = 0.40 
 
Thus, the first step on the supply curve is comprised of the 10% of all the class c wind grid 
squares in region i with the lowest cost to build transmission spurs to the grid. The next step 



 

consists of the 20% with the next lowest set of costs, etc. The cost, WR2GPTSl,c,i,wscp , associated 
with each point or step on the supply curve is the mean levelized transmission spur cost for that 
step. 
 
The supply curve quantity/price pairs – WR2Gl,c,i,wscp and WR2GPTSl,c,i,wscp – from this pre-LP 
optimization are input to the linear programming WinDS model within the “Transmission 
Constrained Wind Resource” constraints. In each period, the quantities, WR2Gl,c,i,wscp, are 
decremented by the amount of wind resource in that step deployed in previous periods. 
 
Ideally, this preoptimization should be performed for each period of the WinDS run with the 
costs of wind generation specific to that period (wind generation costs generally decrease from 
one period to the next either because of exogenously specified R&D-driven reductions in capital 
and operating costs, and/or because of learning through industrial experience). This is not 
possible because of time and computer resources required to conduct this optimization in GIS for 
the large number of wind grid squares considered. Currently, the optimization is conducted once 
using the wind cost/performance characteristics for the first period. 
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